
































7/31/2008

Date Well 4
1 204
2 191
3 0
4 334
5 0
6 0
7 402
8 196
9 258
10 269
11 184
12 0
13 0
14 469
15 280
16 166
17 164
18 149
19 0
20 0
21 393
22 66
23 162
24 300
25 213
26 0
27 0
28 267
29 176
30 204
31 197
Total 5,244
AGS Water Supply Meter

Biology Building - Well 9

PUMP DATA
Well 6 Well 7

56 786

80 807

0 0

106 1,297

0 0

0 0

173 2,009

69 682

49 666

154 639

48 629

0 0

0 0

121 1,851

5 715

66 664

0 786

0 773

0 0

0 0

67 2,164

9 842

29 759

61 488

112 648

0 0

0 0

12 2,084

82 730

74 775

96 754

1,469 21,548
Totalizer

This Month

Well 4 - 1,832,446

Well 6 707,175

Well 7 2,597,626

Well 10 772,460

Well 11 747,652

Well 12 867,267

698,274

6,794,890

JULY 2008
{Month)
well10 Weli11
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 111
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 29
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 140
Totalizer
Last Month

1,827,202
705,706
2,576,078
772,460
747,512
867,127

697,948

6,793,150

Well12 Daily Total
1,046
1,078

0
1,737
0

0
2,584
947
973
1,062
861

0

0
2,667
1,000
896
950
922

0

0
2,628
967
950
849
973

0

0
2,363
988
1,053
1,047
28,541

Total(x1,000)

Gallons
5,244

-
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[eNeNeoloNeNoNeoNoloNeay YelloeololoeNolNi ) NeololololoolNolNeNoloNolNolN o)

N

-
H

1,469
21,548
0

140
140
326.00

1.74



ATTACHMENT I1
Brookhaven National Laboratory
Potable Water Supply
July 2008 Biweekly Water Quality Monitoring Data

for the BNL Distribution System and Potable Water Wells



Attachment 11

Table 1 - Summary of Water Quality Analyses
for the BNL Potable Water System

July 2008
. Sample H Temperature Conductivit Alkalinit Calcium
Sample Location Da::e (IS)U) (Degrees F) (pmbhos) ' (mg/L) ' (mg/L)
WTP 7/1/08 7.2 58 167 ANR ANR
WTP 7/8/08 7.2 58 153 ANR ANR
WTP 7/10/08 7.3 57 166 ANR ANR
WTP 7/15/08 6.9 57 118 ANR ANR
WTP 7/17/08 7.1 57 160 ANR ANR
WTP 7/22/08 7.3 55 136 ANR ANR
WTP 7/24/08 7.3 54 135 ANR ANR
WTP 7/29/08 7.0 58 144 ANR ANR
Well 11 7/31/08 7.1 59 164 ANR ANR

ANR- Analysis Not Required

NR-  Not Reported

Note: Field parameters are only conducted for facilities that are in operation on the day of measurement.




ATTACHMENT I
Brookhaven National Laboratory
Potable Water Supply
July 2008 Stage 1 Disinfectants & Disinfection Byproduct Rule

Monitoring Data and Bacteriological Analyses for the BNL Distribution System
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H2M LABS, INC.

575 Broad Hollow Road, Melvile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : Origin : Distribution
70 Bell Ave. -+ 0808197-001A Routine
Upton, NY 11973 Client ID. : 25084-001
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:58:00 AM  Point No : 094-273
Received : 7/11/2008 3:05:00 PM  Location ;: B-49 Water Tower
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 0.8 1 mg/L M4500-Cl G 07/11/2008

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with g Exceed Regulatory Limit(s). Limit noted. m
D.F. = Dilution Factor w y

Date Reported : 7/29/2008

Page 1 of 35 Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. :
70 Bell Ave. ab No.: 0808197-002A

Sample Information
Type : Potable Water
Origin : Distribution

Routine
Upton, NY 11973 Client ID. : 25084-002
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/11/2008 7:05:00 AM  Point No : 076-408
Received : 7/11/2008 3:05:00 PM  Location : B-640 Water Tower
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative Ma223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 0.9 1 mg/L M4500-Cl G 07/11/2008

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with

% Exceed Regulatory Limit(s). Limit noted. m .
D.F. = Dilution Factor arem
Date Reported : 7/29/2008

Page 2 of 35 Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Mevile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

70 Bell Ave. Lab No. : 0808197-003A
Upton, NY 11973 Client ID. : 25084-003
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 10:12:00 AM  Point No : 109-19

Received : 7/11/2008 3:05:00 PM  Location : B-363 Apt.Laundry
Collected By : CLIENT

Copy : ORIGINAL

Sample Information
Type : Potable Water

Origin : Distribution
Routine

(o] o
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 0.5 1 mg/L M4500-CI G 07/11/2008

Result(s) reported meet(s) Regutatory Limit(s).

Date Reported : 7/29/2008

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. m
D.F. = Dilution Factor 2w

Page 3 of 35

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Melvile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-004A Origin : Distribution
70 Bel Ave. Routine
Upton, NY 11973 Client ID. : 25084-004

Attn To : Bob Lee

Federal ID 5111891

Collected 1 7/11/2008 7:18:00 AM  Point No : 045-12
Received 1 7/11/2008 3:05:00 PM  Location : B-1005 RHIC
Collected By : CLIENT

Copy : ORIGINAL

cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 04 1 mg/L M4500-Cl G 07/11/2008

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. z \ m
D.F. = Dilution Factor p

Date Reported : 7/29/2008

Page 4 of 35 Laboratory Manager



H2M LABS

, INC.

575 Broad Hollow Road, Melvlle NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Brookhaven National Lab.-BNLM

70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 9:01:00 AM
Received : 7/11/2008 3:05:00 PM
Collected By : CLIENT
Copy : ORIGINAL

CcC

- LABORATORY RESULTS
Lab No.: 0808197-005A
Client ID. : 25084-005

Point No : 054-187
Location : B-930 LINAC

Sample Information
Type : Potable Water

Origin : Distribution
Routine

Parameter(s)

Total Coliform
E_Coliform

Residual Chlorine

Result(s) reported meet(s) Regulatory Limit(s).
% Exceed Regulatory Limit(s). Limit noted.

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

7/29/2008

Results Qualifier D.F.

Limit

Negative 1
Absent 1

0.6 1

Negative
Absent

Method Number

M9223
M9223

M4500-Cl G

Analyzed

07/12/2008 11:00 AM
07/12/2008 11:00 AM

07/11/2008

Page 5 of 35

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Mevile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH D # 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM
70 Bell Ave. Lab No. : 0808197-006A
Upton, NY 11973 Client ID. : 25084-006

Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 10:25:00 AM  Point No : 084-70
Received : 7/11/2008 3:05:00 PM  Location : B-490 Outpatient Clinic
Collected By : CLIENT
Copy : ORIGINAL

Sample Information
Type : Potable Water

Origin : Distribution
Routine

cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 0.8 1 mg/L M4500-Cl G 07/11/2008

Result(s) reported meet(s) Regulatory Limit(s).

Date Reported : 7/29/2008

Result(s) flagged with & Exceed Regulatory Limit(s). Limit noted. 2 " m
D.F. = Dilution Factor y

Page 6 of 35

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Mehvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : Origin : Distribution
70 Bell Ave. -+ 0808197-007A Routine
Upton, NY 11973 Client ID. : 25084-007
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 10:35:00 AM  Point No : 084-67
Received 1 7/11/2008 3:05.00 PM L ocation : B-490 Block 11
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Residual Chlorine 0.7 1 mg/L M4500-Cl G 07/11/2008

Result(s) reported meet(s) Regulatory Limit{s).

Date Reported : 7/29/2008

Result(s) lagged with . Exceed Regulatory Limit(s). Limit noted. z " m
D.F. = Dilution Factor p

Page 7 of 35

Laboratory Manager



ATTACHMENT 1V
Brookhaven National Laboratory
Potable Water Supply
2008 Semi-Annual Inorganic and Nitrate/Nitrite Analyses

for the BNL Distribution System



H2M LABS, INC.

575 Broad Hallow Road, Meivile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RE&LTS Type : Potable Water

Brookhaven National Lab.-BNLM Lab No. : 0808197-008A Origin : Distribution

70 Bell Ave. Routine

Upton, NY 11973 Client ID. : 25084-008

Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 8:50:00 AM  Point No : 085-294
Received : 7111/2008 3:05:00 PM  Location : B-185 Personnel
Collected By : CLIENT

Copy : ORIGINAL

cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Barium <200 1 Hg/L 2000 E200.7 07/23/2008 8:33 AM
Berylfium <3.0 1 Hg/L 4 E200.7 07/23/2008 8:33 AM
Cadmium <50 1 pg/L 5 E200.7 07/23/2008 8:33 AM
Chromium <10 1 Hg/L 100 E200.7 07/23/2008 8:33 AM
Iron 173 1 Hg/L 300 E200.7 07/23/2008 8:33 AM
Manganese 395 1 Hg/L 300 E200.7 07/23/2008 8:33 AM
Nickel <40.0 1 Mg/l E200.7 07/23/2008 8:33 AM
Silver <10 1 ug/L 100 E200.7 07/23/2008 8:33 AM
Sodium 18800 1 ug/L E200.7 07/23/2008 8:33 AM
Zinc <20.0 1 ug/L 5000 E200.7 07/23/2008 8:33 AM
Arsenic <3.00 1 ug/l 10 E200.8 07/23/2008 12:12 PM
Lead <1.00 1 ug/l 15 E200.8 07/23/2008 12:12 PM
Selenium <5.00 1 ug/l 50 E200.8 07/23/2008 12:12 PM
Antimony <590 1 ug/| 6 E200.8 07/23/2008 12:12 PM
Thallium <1.90 1 ug/| 2 E200.8 07/23/2008 12:12 PM
Mercury <0.20 1 ug/l 2 E200.8 07/23/2008 12:12 PM
Fluoride <0.10 1 mg/L 22 E300.0 07/16/2008 7:35 PM
Chloride 317 1 mg/L 250 E300.0 07/16/2008 7:35 PM
Sulfate 10.5 1 mg/L 250 E300.0 07/16/2008 7:35 PM
Cyanide <10 1 pg/L 200 M4500-CN CE  07/15/2008 1:19 PM
Color <5 1 units 15 E110.2 07/12/2008 7:10 AM
Specific Conductivity 173 1 pmhos/cm M2510 B 07/18/2008 12:09 PM
MBAS <0.08 1 mg/L E425.1 07/12/2008 8:40 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L E350.1 07/14/2008 12:59 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 07/12/2008 8:42 AM
Nitrate as N 0.23 1 mg/L 10 E353.2 07/15/2008 1:24 PM
Odor 0 1 units 3 E140.1 07/12/2008 7:09 AM
pH 75 1 pH Units E150.1 07/11/2008 5:08 PM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. z . m
D.F. = Dilution Factor p

Date Reported : 7/29/2008
Page 8 of 35 Laboratory Manager



ATTACHMENT V
Brookhaven National Laboratory
Potable Water Supply
2008 Third Quarter Principal Organic Compound Analyses

for the BNL Potable Water Distribution System and Potable Water Wells



H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-024A Origin : Raw Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-024
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:01:00 AM  Point No : 083-20
Received : 7111/2008 3:05:00 PM  Location : Well #4 Raw
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichlorodifluoromethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Chloromethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Vinyl chloride <05 1 ug/L 2 E524.2 07/14/2008 12:00 PM
Bromomethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Chloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Trichlorofluoromethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1-Dichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
Methylene chloride <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
trans-1,2-Dichloroethene <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1-Dichloroethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
2,2-Dichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Bromochloromethane <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
Chloroform 1.5 1 ug/L 50 E524.2 07/14/2008 12:00 PM
1,1,1-Trichloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1-Dichloropropene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Benzene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Trichloroethene <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Dibromomethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Bromodichloromethane <05 1 ug/L 50 E524.2 07/14/2008 12:00 PM
cis-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Toluene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1,2-Trichloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
Tetrachloroethene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Dibromochloromethane <0.5 1 ug/L 50 E524.2 07/14/2008 12:00 PM
Chlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1,1,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Ethylbenzene <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
m,p-Xylene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
o-Xylene <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Styrene <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
Bromoform <0.5 1 pg/L 50 ES524.2 07/14/2008 12:00 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008

Page 34 of 35
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H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS
Lab No.: 0808197-024A

Sample Information
Type : Potable Water

Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-024
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/11/2008 6:01:00 AM  Point No : 083-20
Received : 7/11/2008 3.05:00 PM  Location : Well #4 Raw
Collected By : CLIENT
Copy : ORIGINAL
ccC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
Bromobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:00 PM
1,1,2,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,2,3-Trichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 12:00 PM
n-Propylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
2/4-Chlorotoluene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,3,5-Trimethylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
tert-Butylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,2,4-Trimethylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
sec-Butylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
n-Butylbenzene <0.5 1 Hg/L 5 E524.2 07/14/2008 12:00 PM
1,3-Dichlorobenzene <0.5 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,4-Dichlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
4-Isopropyltoluene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
1,2-Dichlorobenzene <05 1 Hg/L 5 E524.2 07/14/2008 12:00 PM
1,2,4-Trichlorobenzene <05 1 Hg/L 5 E524.2 07/14/2008 12:00 PM
Hexachlorobutadiene <05 1 Hg/L 5 E524.2 07/14/2008 12:00 PM
1,2,3-Trichlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 12:00 PM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/14/2008 12:00 PM
Residual Chiorine 0.8 1 mg/L M4500-Cl G 07/11/2008

Resuit(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with 3 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/29/2008

Page 35 of 35

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-009A Origin : Raw Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-009
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:07:.00 AM  Point No : 093-07
Received : 7/11/2008 3:05:00 PM  Location : Well #6 Raw
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichlorodifluoromethane <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Chloromethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Vinyl chloride <05 1 ug/L 2 E524.2 07/13/2008 11:54 PM
Bromomethane <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Chloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Trichlorofluoromethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Methylene chloride <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
trans-1,2-Dichloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
2,2-Dichloropropane <05 1 g/l 5 E524.2 07/13/2008 11:54 PM
cis-1,2-Dichloroethene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
Bromochloromethane <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Chloroform 1.1 1 ug/L 50 E524.2 07/13/2008 11:54 PM
1,1,1-Trichloroethane <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Benzene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
Trichloroethene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,2-Dichloropropane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Dibromomethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Bromodichloromethane <0.5 1 ug/L 50 E624.2 07/13/2008 11:54 PM
cis-1,3-Dichloropropene <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Toluene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1,2-Trichloroethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Tetrachloroethene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Dibromochloromethane <05 1 ug/L 50 E524.2 07/13/2008 11:54 PM
Chiorobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1,1,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Ethylbenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
m,p-Xylene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
o-Xylene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Styrene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Bromoform <05 1 pg/L 50 E524.2 07/13/2008 11:54 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with % Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008
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H2M LABS, INC.

575Broad Hollow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

Lab No.: 0808197-009A

Sample Information
Type :
Origin : Raw Well

Potable Water

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-009
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:07:00 AM  Point No : 093-07
Received : 7/11/2008 3:05:00 PM  Location : Well #6 Raw
Collected By : CLIENT
Copy : ORIGINAL
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
Bromobenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,1,2,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
1,2,3-Trichloropropane <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
n-Propylbenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
2/4-Chlorotoluene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
1,3,5-Trimethylbenzene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
tert-Butylbenzene <05 1 Mg/l 5 E524.2 07/13/2008 11:54 PM
1,2,4-Trimethylbenzene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
sec-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 11:54 PM
n-Butylbenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,3-Dichlorobenzene <0.5 1 pg/L 5 E524.2 07/13/2008 11:54 PM
1,4-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 11:54 PM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,2-Dichlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,2,4-Trichlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Hexachlorobutadiene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
1,2,3-Trichlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 11:54 PM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/13/2008 11:54 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Holow Road, Mevile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-010A Origin : Raw Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-010
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:12:00 AM  Point No : 092-03
Received : 7/11/2008 3:05:00 PM  Location : Well #7 Raw
Collected By : CLIENT
Copy : ORIGINAL
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichlorodifluoromethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Chloromethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Vinyl chloride <05 1 pg/L 2 E524.2 07/14/2008 12:22 AM
Bromomethane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Chioroethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Trichlorofluoromethane <0.5 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,1-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Methylene chloride <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
trans-1,2-Dichloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,1-Dichloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
2,2-Dichloropropane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
cis-1,2-Dichloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Bromochloromethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Chloroform 0.8 1 g/l 50 E524.2 07/14/2008 12:22 AM
1,1,1-Trichloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Carbon tetrachloride <0.5 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,1-Dichloropropene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,2-Dichloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Benzene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Trichloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Dibromomethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Bromodichloromethane <05 1 pg/L 50 E524.2 07/14/2008 12:22 AM
cis-1,3-Dichloropropene <0.5 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Toluene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,1,2-Trichloroethane <0.5 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Tetrachloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Dibromochloromethane <05 1 pg/L 50 E524.2 07/14/2008 12:22 AM
Chlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
1,1,1,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Ethylbenzene <05 1 g/l 5 E524.2 07/14/2008 12:22 AM
m,p-Xylene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
o-Xylene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Styrene <05 1 pg/L 5 E524.2 07/14/2008 12:22 AM
Bromoform <05 1 E524.2 07/14/2008 12:22 AM

pglL 50

Result(s) reported meet(s) Regulatory Limit(s).

Date Reported : 7/29/2008

Result(s) flagged with  x Exceed Regulatory Limit(s). Limit noted. m
D.F. = Dilution Factor e y
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H2M LABS, INC.

575 Broad Hdllow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

Lab No.: 0808197-010A

Sample Information
Type : Potable Water

Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 ClientID. : 25084-010
Attn To : Bob Lee

Federal ID 5111891

Collected 1 7/11/2008 6:12:00 AM  Point No : 092-03

Received : 7/11/2008 3:05:00 PM  Location : Well #7 Raw

Collected By : CLIENT

Copy : ORIGINAL

CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Bromobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,1,2,2-Tetrachloroethane <0.5 1 Hg/L 5 E524.2 07/14/2008 12:22 AM
1,2,3-Trichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
n-Propylbenzene <0.5 1 Hg/L 5 E524.2 07/14/2008 12:22 AM
2/4-Chlorotoluene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,3,5-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
tert-Butylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,2,4-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
sec-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
n-Butylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,3-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,4-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
4-Isopropyltoluene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,2-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,2,4-Trichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Hexachlorobutadiene <0.5 1 ug/L 5 E524.2 07/14/2008 12:22 AM
1,2,3-Trichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:22 AM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/14/2008 12:22 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with g  Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008

Page 12 of 35

| f,mm,mw

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No. : 0808197-013A

Sample Information
Type : Potable Water
Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-013
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:44:00 AM  Point No : 055-09
Received : 7/11/2008 3:05:00 PM  Location : Well #10 Raw
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichlorodifluoromethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Chloromethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Vinyl chloride <05 1 Hg/L 2 E524.2 07/14/2008 1:44 AM
Bromomethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Chloroethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Trichlorofluoromethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,1-Dichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Methylene chloride <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
trans-1,2-Dichloroethene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,1-Dichloroethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
2,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Bromochloromethane <0.5 1 Mg/t 5 E524.2 07/14/2008 1:44 AM
Chloroform 0.6 1 pg/L 50 E524.2 07/14/2008 1:44 AM
1,1,1-Trichloroethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Carbon tetrachloride <05 1 Mg/l 5 E524.2 07/14/2008 1:44 AM
1,1-Dichloropropene <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,2-Dichloroethane <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Benzene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Trichloroethene <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,2-Dichloropropane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Dibromomethane <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Bromodichloromethane <0.5 1 ug/L 50 E524.2 07/14/2008 1:44 AM
cis-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Toluene <05 1 pg/L 5 ES524.2 07/14/2008 1:44 AM
trans-1,3-Dichloropropene <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,1,2-Trichloroethane <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Tetrachloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,3-Dichloropropane <0.5 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Dibromochloromethane <05 1 ug/L 50 E524.2 07/14/2008 1:44 AM
Chiorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,1,1,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Ethylbenzene <05 1 Mg/l 5 E524.2 07/14/2008 1:44 AM
m,p-Xylene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
o-Xylene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Styrene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
Bromoform <05 1 E524.2 07/14/2008 1:44 AM

pgiL 50

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with ¢  Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008
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H2M LABS, INC.

575 Broad Hollow Road, Mevile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water

Brookhaven National Lab.-BNLM Lab No. : 0808197-013A Origin : Raw Well

70 Bell Ave. Routine

Upton, NY 11973 Client ID. : 25084-013

Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 6:44:00 AM  Pgint No : 055-09
Received : 7/11/2008 3:05:00 PM  Location : Well #10 Raw
Collected By : CLIENT

Copy : ORIGINAL

CC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Bromobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,1,2,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,2,3-Trichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
n-Propylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,3,5-Trimethylbenzene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
tert-Butylbenzene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,2,4-Trimethylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 1:44 AM
sec-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
n-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,3-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,4-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,2-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
1,2,4-Trichlorobenzene <0.5 1 g/l 5 E524.2 07/14/2008 1:44 AM
Hexachlorobutadiene <05 1 pg/L 5 E524.2 07/14/2008 1:44 AM
1,2,3-Trichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:44 AM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/14/2008 1:44 AM

Date Reported : 7/29/2008

Result(s) reported meet(s) Regulatory Limit(s). .
Result(s) flagged with 3  Exceed Regulatory Limit(s). Limit noted. 2 " m
D.F. = Dilution Factor
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H2M LABS, INC.

575 Broad Hdllow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No.: 0808197-011A

Sample Information
Type : Potable Water
Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-011
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/11/2008 6:37:00 AM  Point No : 056-19
Received 1 7/11/2008 3:05:00 PM  Location : Well #11 Raw
Collected By : CLIENT
Copy : ORIGINAL
cc
Parameter(s) Resuits Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichiorodifluoromethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Chloromethane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Vinyl chloride <05 1 pg/L 2 E524.2 07/14/2008 12:49 AM
Bromomethane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Chloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Trichlorofluoromethane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
1,1-Dichloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Methylene chioride <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
trans-1,2-Dichloroethene <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
1,1-Dichloroethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
2,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Bromochloromethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Chloroform <05 1 pg/L 50 E524.2 07/14/2008 12:49 AM
1,1,1-Trichloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,1-Dichloropropene <05 1 ug/L 5 ES24.2 07/14/2008 12:49 AM
1,2-Dichloroethane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Benzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Trichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 12:49 AM
1,2-Dichloropropane <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Dibromomethane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Bromodichloromethane <05 1 ug/L 50 E524.2 07/14/2008 12:49 AM
cis-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Toluene <05 1 pg/L 5 E524.2 07/14/2008 12:43 AM
trans-1,3-Dichioropropene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,1,2-Trichloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Tetrachloroethene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Dibromochloromethane <05 1 ug/L 50 E524.2 07/14/2008 12:49 AM
Chlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,1,1,2-Tetrachloroethane <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Ethylbenzene <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
m,p-Xylene <05 1 pg/L 5 E524.2 07/14/2008 12:43 AM
o-Xylene <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Styrene <05 1 pg/L 5 E524.2 07/14/2008 12:49 AM
Bromoform <05 1 pg/L 50 E524.2 07/14/2008 12:49 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008
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H2M LABS, INC.

575 Broad Hallow Road, Medvile NY 11747
(631)684-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

Lab No.: 0808197-011A

Sample Information
Type : Potable Water

Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 ClientID. : 25084-011
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:37:00 AM  Point No : 056-19
Received : 7/11/2008 3:05:00 PM  Location : Well #11 Raw
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Bromobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,1,2,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,2,3-Trichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
n-Propylbenzene <0.5 1 pg/L 5 ES524.2 07/14/2008 12:49 AM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,3,5-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
tert-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,2,4-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
sec-Butylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
n-Butylbenzene <05 1 g/l 5 E524.2 07/14/2008 12:49 AM
1,3-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,4-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 12:49 AM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,2-Dichlorobenzene <05 1 Hg/L 5 E524.2 07/14/2008 12:49 AM
1,2,4-Trichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Hexachlorobutadiene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
1,2,3-Trichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 12:49 AM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/14/2008 12:49 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resuit(s) flagged with
D.F. = Dilution Factor

Date Reported :

7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hdlow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No. : 0808197-012A

Sample Information
Type : Potable Water

Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 ClientID. : 25084-012
Attn To : Bob Lee

Federal ID 5111891

Collected 1 7/11/2008 6:30:00 AM  Point No : 056-20

Received : 7/11/2008 3:05:00 PM  Location : Well #12 Raw

Collected By : CLIENT

Copy : ORIGINAL

(o]
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM
Dichlorodifluoromethane <0.5 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
Chloromethane <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Vinyl chloride <05 1 ug/L 2 E524.2 07/14/2008 1:17 AM
Bromomethane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Chloroethane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Trichlorofluoromethane <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
1,1-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Methylene chloride <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
trans-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,1-Dichloroethane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
2,2-Dichloropropane <0.5 1 g/l 5 E524.2 07/14/2008 1:17 AM
cis-1,2-Dichloroethene <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
Bromochloromethane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Chloroform <05 1 ug/L 50 E524.2 07/14/2008 1:17 AM
1,1,1-Trichloroethane <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
Carbon tetrachloride <0.5 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
1,1-Dichloropropene <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2-Dichloroethane <0.5 1 pg/L 5 E524.2 07/14/2008 1:17 AM
Benzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Trichloroethene <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
1,2-Dichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Dibromomethane <05 1 pg/L 5 E524.2 07/14/2008 1:17 AM
Bromodichloromethane <0.5 1 pg/L 50 E524.2 07/14/2008 1:17 AM
cis-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Toluene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
trans-1,3-Dichloropropene <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
1,1,2-Trichloroethane <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Tetrachloroethene <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Dibromochloromethane <05 1 ug/L 50 E524.2 07/14/2008 1:17 AM
Chlorobenzene <05 1 Hg/L 5 E524.2 07/14/2008 1:17 AM
1,1,1,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/14/2008 1:17 AM
Ethylbenzene <05 1 pg/L 5 E524.2 07/14/2008 1:17 AM
m,p-Xylene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
o-Xylene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Styrene <0.5 1 pg/L 5 E524.2 07/14/2008 1:17 AM
Bromoform <0.5 1 pg/L 50 E524.2 07/14/2008 1:17 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with & Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008
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H2M LABS, INC.

575 Broad Hollow Road, Mevile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

Lab No.: 0808197-012A

Sample Information
Type : Potable Water

Origin : Raw Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-012
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 6:30:00 AM  Point No : 056-20

Received 1 7/11/2008 3:05:00 PM | ocation : Well #12 Raw

Collected By : CLIENT

Copy : ORIGINAL

CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Bromobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,1,2,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2,3-Trichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
n-Propylbenzene <05 1 Mg/l 5 E524.2 07/14/2008 1:17 AM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,3,5-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
tert-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2,4-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
sec-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
n-Butylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,3-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,4-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2,4-Trichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Hexachlorobutadiene <05 1 ug/L 5 E524.2 07/14/2008 1:17 AM
1,2,3-Trichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 1:17 AM
Methyl tert-butyl ether <05 1 ug/L 10 E524.2 07/14/2008 1:17 AM

Resuit(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hollow Road, Melvile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-015A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-015 Treatment
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 9:10:00 AM  Point No : 073-10
Received : 7/11/2008 3:05:00 PM  Location : Bldg. 624 WTP
Collected By : CLIENT

Copy : ORIGINAL

cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Dichiorodifluoromethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Chloromethane <05 1 g/l 5 E524.2 07/14/2008 2:12 AM
Vinyl chloride <05 1 pg/L 2 E524.2 07/14/2008 2:12 AM
Bromomethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Chloroethane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Trichlorofluoromethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,1-Dichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 2:12 AM
Methylene chloride <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
trans-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,1-Dichloroethane <0.5 1 pg/L 5 E524.2 07/14/2008 2:12 AM
2,2-Dichloropropane <05 1 Hg/L 5 E524.2 07/14/2008 2:12 AM
cis-1,2-Dichloroethene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Bromochloromethane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Chloroform 1.5 1 pg/L 50 E524.2 07/14/2008 2:12 AM
1,1,1-Trichloroethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Carbon tetrachloride <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,1-Dichloropropene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Benzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Trichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 2:12 AM
1,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Dibromomethane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Bromodichloromethane 20 1 Hg/L 50 E524.2 07/14/2008 2:12 AM
cis-1,3-Dichloropropene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Toluene <0.5 1 pg/L 5 E524.2 07/14/2008 2:12 AM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,1,2-Trichloroethane <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
Tetrachloroethene <05 1 Hg/L 5 E524.2 07/14/2008 2:12 AM
1,3-Dichloropropane <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Dibromochioromethane 20 1 ug/L 50 E524.2 07/14/2008 2:12 AM
Chlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
1,1,1,2-Tetrachloroethane < 0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Ethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
m,p-Xylene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
o-Xylene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Styrene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Bromoform <05 1 ug/L 50 E524.2 07/14/2008 2:12 AM
Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Bromobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM

Result(s) reported meet(s) Regulatory Limit(s). L .

Result(s) flagged with Exceed Regulatory Limit(s). Limit noted. m

D.F. =(D3Iutigr? Factor * * ’ i © w M

Date Reported : 7/29/2008
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H2M LABS, INC.

575 Broad Hdlow Road, Mevile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID#10478 Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-015A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-015 Treatment
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 9:10:00 AM  Point No : 073-10
Received : 7111/2008 3:05:00 PM  Location : Bldg. 624 WTP
Collected By : CLIENT

Copy : ORIGINAL

cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachioroethane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,2,3-Trichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
n-Propylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,3,5-Trimethylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
tert-Butylbenzene <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
1,2,4-Trimethylbenzene <0.5 1 pg/L 5 E524.2 07/14/2008 2:12 AM
sec-Butylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
n-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,3-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,4-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,2-Dichlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
1,2,4-Trichlorobenzene <05 1 pg/L 5 E524.2 07/14/2008 2:12 AM
Hexachlorobutadiene <05 1 ug/L 5 E524.2 07/14/2008 2:12 AM
1,2,3-Trichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:12 AM
Methyl tert-butyl ether <05 1 pg/L 10 E524.2 07/14/2008 2:12 AM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. m
D.F. = Dilution Factor W ;

Date Reported : 7/28/2008
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H2M LABS, INC.

575 Broad Hollow Road, Meivlle NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

Lab No.: 0808197-021A

Sample Information
Type : Potable Water

Origin : Treated Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-021 Treatment
Aftn To : Bob Lee

Federal ID 5111831

Collected 1 7/11/2008 6:44:00 AM  Point No : 55-38

Received  :7/11/2008 3:05:00 PM  Location : (,Jel} 4%/ Treaved

Collected By : CLIENT

Copy : ORIGINAL

CC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Dichlorodifluoromethane <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
Chloromethane <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Vinyl chloride <05 1 pa/L 2 E524.2 07/13/2008 8:13 PM
Bromomethane <05 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
Chloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
Trichlorofluoromethane <0.5 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
1,1-Dichloroethene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Methylene chloride <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
trans-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,1-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
2,2-Dichloropropane <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
Bromochloromethane <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Chloroform 6.4 1 ug/L 50 E524.2 07/13/2008 8:13 PM
1,1,1-Trichloroethane <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,1-Dichloropropene <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,2-Dichloroethane <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Benzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Trichloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,2-Dichloropropane <05 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
Dibromomethane <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Bromodichloromethane 6.4 1 Hg/L 50 E524.2 07/13/2008 8:13 PM
cis-1,3-Dichloropropene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Toluene <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
trans-1,3-Dichloropropene <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,1,2-Trichloroethane <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Tetrachioroethene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
Dibromochloromethane 7.8 1 pg/L 50 E524.2 07/13/2008 8:13 PM
Chlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,1,1,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Ethylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
m,p-Xylene <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
o-Xylene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Styrene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Bromoform 9.1 1 pg/L 50 E524.2 07/13/2008 8:13 PM
Isopropylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
Bromobenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

# Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Holow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS
Lab No.: 0808197-021A

Sample Information
Type : Potable Water

Origin : Treated Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-021 Treatment
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/11/2008 6:44:00 AM  Point No : 55-38
Received + 7/11/2008 3:05:00 PM  Location :
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,2,3-Trichloropropane <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
n-Propylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
2/4-Chlorotoluene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,3,5-Trimethylbenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
tert-Butylbenzene <05 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
1,2,4-Trimethylbenzene <0.5 1 ug/L 5 E524.2 07/13/2008 8:13 PM
sec-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
n-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,3-Dichlorobenzene <05 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
1,4-Dichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
4-Isopropyltoluene <05 1 ug/L 5 E524.2 07/13/2008 8:13 PM
1,2-Dichlorobenzene <0.5 1 Hg/L 5 E524.2 07/13/2008 8:13 PM
1,2,4-Trichlorobenzene <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Hexachlorobutadiene <0.5 1 pg/L 5 E524.2 07/13/2008 8:13 PM
1,2,3-Trichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 8:13 PM
Methy! tert-butyl ether <05 1 ug/L 10 E524.2 07/13/2008 8:13 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-(.)-1 7A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-017 Treatment
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/11/2008 6:37:00 AM  Point No : 056-33
Received 1 7/11/2008 3:05:00 PM  Location : Well #11 Treated
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Dichlorodifluoromethane <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Chloromethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Vinyl chloride <05 1 ug/L 2 E524.2 07/14/2008 2:39 AM
Bromomethane <0.5 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Chloroethane <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Trichlorofluoromethane <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
1,1-Dichloroethene 0.5 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Methylene chloride <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
trans-1,2-Dichloroethene <0.5 1 pg/L 5 E524.2 07/14/2008 2:39 AM
1,1-Dichloroethane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
2,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Bromochloromethane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Chloroform 1.3 1 pg/L 50 E524.2 07/14/2008 2:39 AM
1,1,1-Trichloroethane 16 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,1-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Benzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Trichloroethene <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
1,2-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Dibromomethane <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Bromodichloromethane <0.5 1 ug/L 50 E524.2 07/14/2008 2:39 AM
cis-1,3-Dichloropropene <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Toluene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,1,2-Trichloroethane <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Tetrachloroethene <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Dibromochloromethane <05 1 pg/L 50 E524.2 07/14/2008 2:39 AM
Chlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,1,1,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Ethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
m,p-Xylene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
o-Xylene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Styrene <05 1 pg/L 5 E524.2 07/14/2008 2:39 AM
Bromoform <05 1 ug/L 50 E524.2 07/14/2008 2:39 AM
Isopropylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Bromobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS,

575 Broad Hollow Road, Mevile NY 11747

INC.

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-017A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 ClientID. : 25084-017 Treatment
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:37:00 AM  Point No : 056-33
Received : 7/11/2008 3:05:00 PM  Location : Well #11 Treated
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2,3-Trichloropropane <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
n-Propylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,3,5-Trimethylbenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
tert-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2,4-Trimethylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
sec-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
n-Butylbenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,3-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,4-Dichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
4-Isopropyltoluene <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2,4-Trichlorobenzene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
Hexachlorobutadiene <05 1 ug/L 5 E524.2 07/14/2008 2:39 AM
1,2,3-Trichlorobenzene <0.5 1 Hg/L 5 E524.2 07/14/2008 2:39 AM
Methyl tert-butyl ether <05 1 Hg/L 10 E524.2 07/14/2008 2:39 AM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hdllow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

Lab No.: 0808197-019A

Sample information
Type : Potable Water
Origin : Treated Well

70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-019 Treatment
Attn To : Bob Lee
Federal ID 51118
Collected : 7/11/2008 6:30:00 AM  Point No : 056-34
Received 1 7/11/2008 3:05:00 PM  Location : Well #12 Treated
Collected By : CLIENT
Copy : ORIGINAL
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Dichlorodifluoromethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Chloromethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Vinyl chloride <05 1 ug/L 2 E524.2 07/13/2008 7:46 PM
Bromomethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Chloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Trichlorofluoromethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,1-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Methylene chloride <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
trans-1,2-Dichloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,1-Dichloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM
2,2-Dichloropropane <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
cis-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Bromochloromethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Chloroform 1.1 1 ug/L 50 E524.2 07/13/2008 7:46 PM
1,1,1-Trichloroethane 1.2 1 pg/L 5 E524.2 07/13/2008 7:46 PM
Carbon tetrachloride <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,1-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Benzene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Trichloroethene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,2-Dichloropropane <05 1 ug/L 5 ES524.2 07/13/2008 7:46 PM
Dibromomethane <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
Bromodichloromethane <05 1 pg/L 50 E524.2 07/13/2008 7:46 PM
cis-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Toluene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
trans-1,3-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,1,2-Trichloroethane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Tetrachloroethene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,3-Dichloropropane <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Dibromochloromethane <05 1 ug/L 50 E524.2 07/13/2008 7:46 PM
Chlorobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM
1,1,1,2-Tetrachloroethane <05 1 ug/L 5 ES524.2 07/13/2008 7:46 PM
Ethylbenzene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
m,p-Xylene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
o-Xylene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Styrene <05 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Bromoform <05 1 pg/L 50 E524.2 07/13/2008 7:46 PM
Isopropylbenzene <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM
Bromobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 7:46 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hallow Road, Melvile NY 11747
(631)694-3040 . FAX (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-01 9A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-019 Treatment
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 6:30:00 AM  Point No : 056-34

Received : 7111/2008 3:05:00 PM | ocation : Well #12 Treated

Collected By : CLIENT

Copy : ORIGINAL

CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

1,1,2,2-Tetrachloroethane <0.5 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,2,3-Trichloropropane <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
n-Propylbenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
2/4-Chlorotoluene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,3,5-Trimethylbenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
tert-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,2,4-Trimethylbenzene <0.5 1 po/l 5 E524.2 07/13/2008 7:46 PM
sec-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
n-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,3-Dichlorobenzene <0.5 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,4-Dichlorobenzene <0.5 1 pg/L 5 E524.2 07/13/2008 7:46 PM
4-Isopropyltoluene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,2-Dichlorobenzene <0.5 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,2,4-Trichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
Hexachlorobutadiene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
1,2,3-Trichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 7:46 PM
Methyl tert-butyl ether <05 1 pg/L 10 E524.2 07/13/2008 7:46 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hdllow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Trip Blank
Brookhaven National Lab.-BNLM Lab No. : 0808197-023A Origin : Other
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-023
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:00:00 AM  Point No : TB-1
Received : 7/11/2008 3:05:00 PM  Location : Trip Blank
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Dichlorodiflucromethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Chloromethane <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Vinyl chloride <05 1 ug/L 2 E524.2 07/13/2008 8:41 PM
Bromomethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Chloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Trichlorofluoromethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,1-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Methylene chloride <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
trans-1,2-Dichloroethene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,1-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
2,2-Dichloropropane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
cis-1,2-Dichloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Bromochloromethane <05 1 Mg/l 5 E524.2 07/13/2008 8:41 PM
Chloroform <05 1 ug/L 50 E524.2 07/13/2008 8:41 PM
1,1,1-Trichloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Carbon tetrachionde <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,1-Dichloropropene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,2-Dichloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Benzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Trichloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,2-Dichloropropane <0.5 1 Mg/l 5 E524.2 07/13/2008 8:41 PM
Dibromomethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Bromodichloromethane <05 1 ug/L 50 E524.2 07/13/2008 8:41 PM
cis-1,3-Dichloropropene <0.5 1 Mg/l 5 E524.2 07/13/2008 8:41 PM
Toluene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
trans-1,3-Dichloropropene <0.5 1 Mg/l 5 E524.2 07/13/2008 8:41 PM
1,1,2-Trichloroethane <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Tetrachloroethene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,3-Dichloropropane <0.5 1 Mg/l 5 E524.2 07/13/2008 8:41 PM
Dibromochloromethane <0.5 1 Mg/l 50 E524.2 07/13/2008 8:41 PM
Chlorobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,1,1,2-Tetrachloroethane <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
Ethylbenzene <0.5 1 pg/L 5 E524.2 07/13/2008 8:41 PM
m,p-Xylene <0.5 1 pg/L 5 E524.2 07/13/2008 8:41 PM
o-Xylene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
Styrene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
Bromoform <05 1 pg/L 50 E524.2 07/13/2008 8:41 PM
Isopropylbenzene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
Bromobenzene <05 1 g/l 5 E524.2 07/13/2008 8:41 PM

Result(s) reported meet(s) Regulatory Limit{s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575 Broad Hollow Road, Metvlle NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Sample Information

LABORATORY RESULTS Type : Trip Blank
Brookhaven National Lab.-BNLM Lab No. : 0808197-023A Origin : Other
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-023
Attn To : Bob Lee
Federal ID 5111891
Collected : 7/11/2008 6:00:00 AM  Point No : TB-1
Received 1 7/11/2008 3:05:00 PM  Location : Trip Blank
Collected By : CLIENT
Copy : ORIGINAL
cC
Parameter(s) : Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,2,3-Trichloropropane <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
n-Propylbenzene <05 1 Hg/L 5 E524.2 07/13/2008 8:41 PM
2/4-Chlorotoluene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,3,5-Trimethylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
tert-Butylbenzene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
1,2,4-Trimethylbenzene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
sec-Butylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
n-Butylbenzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,3-Dichlorobenzene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,4-Dichlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
4-lsopropyltoluene <0.5 1 ug/L 5 E524.2 07/13/2008 8:41 PM
1,2-Dichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
1,2,4-Trichlorobenzene <05 1 pg/L 5 E524.2 07/13/2008 8:41 PM
Hexachlorobutadiene <0.5 1 pg/L 5 E524.2 07/13/2008 8:41 PM
1,2,3-Trichlorobenzene <05 1 ug/L 5 E524.2 07/13/2008 8:41 PM
Methyl tert-butyl ether <05 1 pg/L 10 E524.2 07/13/2008 8:41 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/29/2008

% Exceed Regulatory Limit(s). Limit noted.
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ATTACHMENT VI
Brookhaven National Laboratory
Potable Water Supply
2008 Third Quarter Bacteriological Analyses
for the BNL Potable Water Wells

and GAC/Air Stripper Treatment Systems



07/31/2008 12:13 FAX 4208436

H2M LABS, INC.

575 Broad Hollow Road, MeMie NY 11747
(631) 6943040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973
Attn To : Bob Lee
Federal ID 5111891
Collected + 7/1172008 6:01:00 AM
Received ; 7/11/2008 3:05:00 PM
Collected By : CLIENT
Copy : ORIGINAL
cC

Location : Well

H2MIAB

LABORATORY RESULTS
Lab No. : 0808197-024A
Client ID. : 25084-024

Point No : 083-20

#4 Raw

[do019/019
Sample | ion
Type : Potable Water

Origin : Raw Well
Routine

Parameter(s)

Total Coliform Negative
E_Coliform Absent

Resldual Chlorine 0.8

Results

Qualifier D.F. Units Lim#t

N/A Negative
Absent

1
1 NA
1 mg/L -

Method Number

M9223
M9223

M4500-CI G

Analyzed

07/12/2008 11:00 AM
07/12/2008 11:00 AM

07/11/2008

Resull(s) reported meet(s) Regulatory Limit(s).
Resuli(s) flaggedwith 4 Exceed Regulatory Limit(s).
D.F. = Dilution Factor

Date Reported : 7/28/2008

Limit noted.
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7/31/2008 12:12 FAX 4208436

H2M LADBS, INC.

575 Broad Hollow Road, Meille NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891
Collected
Recelved

"Collected By : CLIENT

Copy : ORIGINAL

cc

H2MI.AB

Lab No. : 0808197-009A
Client ID. : 25084-009

1 711172008 6:07:00 AM  Point No : 093-07
1 7/11/2008 3:05:00 PM  Location : Well #6 Raw

41009/019

Sample Information
Type : Potable Water

Origin : Raw Well
Routine

Parameter(s) Results Qualifier D.F, Units Limit Analyzed
Total Coliform Negative 1 NA Negative 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent 0711272008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s).

Resull(s) flagged with
D.F. = Dilution Factor

Date Reported :

Exceed Regulatory Limit(s). Limit noted.

7/29/2008
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07/31/2008 12:12 FAX 4208436 H2MLAB

H2M LABS, INC.

575 Broad Holow Road, MeMie NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH D# 10478 Sample Information

' LABORATORY RESULTS Type : Potable Water

Brookhaven National Lab.-BNLM Lab No. : 0808197-010A Origin : Raw Well
70 Bell Ave. . Routine
Upton, NY 11973 Client ID. : 25084-010
Attn To : Bob Lee

Federal ID 5111891
Collected : 7111/2008 6:12:00 AM  Point No : 092-03

Received 1 711172008 3:05:00 PM  Location : Well #7 Raw
Collected By : CLIENT
Copy : ORIGINAL

cc
Parameter Results Qualifier D.F. Units Limnit e N r Analyzed
Total Coliform Negative 1 NA Negative Mm9223 07/12/2008 11:00 AM
E_Coliform Absent 1 NA Absent M9223 07/12/2008 11:00 AM

Resull(s) reported meet(s) Regulatory Limit(s).
Resuil(s) lagged with  , Exceed Regulatory Limii(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008

Laboratory Manager
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0773172008 12:13 FAX 4208436 H2MLAB

H2m LABS, INC.

575 Broad Halow Raad, Mehvile NY 11747

do13/019

(631)694-3040. FAX: (631)420-8436 NYSDOH D# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water
Brookhaven Natlonal Lab.-BNLM Lab No. : 0808197-013A Origin : Raw Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-013
Attn To : Bob Lee
Federal ID 5111891
Collected : 7111/2008 6:44:00 AM  Point No : 055-09
Received : 7111/2008 3:05:00 PM  Location : Well #10 Raw
Collected By : CLIENT
Copy : ORIGINAL
cc
Parameter(s Results  Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative 07/12/2008 11:00 AM
E_Coliform Absent 1 NA Absent 07/12/2008 11:00 AM

Resuli(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor .

Date Reported : 7/29/2008
Page 12 of 18
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07/31/2008 12:13 FAX 4208436 H2MILAB do11/019

H2M LABS, INC.

575 Broad Hdlow Road, Melde NY 11747

(631)684-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water

Brookhaven National Lab.-BNLM Lab No. : 0808197-011A Origin.; Raw Well

70 Bell Ave. " Routine

Upton, NY 11973 Client ID. : 25084-011

Attn To : Bob Lee
Federal ID 5111891 _
Collected 1 7111/2008 6:37:00 AM  Point No : 056-19
Received ; 7/11/2008 3:05:00 PM  Location : Well #11 Raw
Collected By : CLIENT
Copy : ORIGINAL

cC
Parameter(s) Results Qualifier D.F. Units Limit Mstho er Analyzed .
Total Coliform " Negative 1 N/A Negative Me223 07/12/2008 11:00 AM
E_Coliform Absent 1 NA Absent M9223 07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 5 Exceed Regulatory Limit{s). Limit noted.
D.F, = Dilution Factor

Date Reported : 7/29/2008
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07/31/2008 12:13 FAX 4208436

H2M LABS, INC.

575 Broad Holow Road, Mevie NY 11747
(631)684-3040 . FAX: (631)420-8436 NYSDOH D# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave.

Upton, NY 11973

Attn To Bob Lee

Federal ID 5111891
Collected : 7/11/2008 8:30:00AM  Point No ; 056-20

H2MIAB

LABORATORY RESULTS

Lab No.: 0808197-012A
Client ID. : 25084-012

Recelved 1 7/11/2008 3:05:00 PM  Location : Well #12 Raw

Collected By : CLIENT
Copy : ORIGINAL
cC

o12/019

Sample In n

Type : Potable Water

Origin : Raw Well
Routine

Total Coliform Negative

N/A Negative

Parameter(s) Results  Qualifier DF. Unils kimit
1
1

E_Coliform Absent

N/A Absent

Method Number

Analyzeq
07/12/2008 14:00 AM
07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limil(s).

Result(s) lagged with 5 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/2972008
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H2M LABS, INC.

575 Broad Hdllow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. :
70 Bell Ave. ab No.: 0808197-014A

Upton, NY 11973 Client ID. : 25084-014
Attn To : Bob Lee

Federal ID 5111891
Collected 1 7/11/2008 6:50:00 AM
Received - 7/11/2008 3:05:00 PM
Collected By : CLIENT
Copy : ORIGINAL

CcC

Point No : 073-20
Location : WHf Packed Tower 648

Parameter(s)

Sample Information
Type : Potable Water
Origin : Treated Well
Routine
Treatment

Results Qualifier D.F. Units Limit
Total Coliform

Negative N/A Negative
E_Coliform

1
Absent 1 N/A Absent

Method Number

M9223
M9223

Analyzed

07/12/2008 11:00 AM
07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) lagged with g Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/29/2008

Page 19 of 35

Laboratory Manager



H2M LABS, INC.

575 Broad Hollow Road, Meivile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478

Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 080-8197-020A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-020 Treatment
Attn To : Bob Lee
Federal ID 5111891
Collected 1 7/41/2008 6:44:00 AM  Point No : 055-36
Received 1 7/11/2008 3:05:00 PM  Location : Well #10 Gac Filter 654
Collected By : CLIENT
Copy : ORIGINAL
CcC
Parameter(s) Results ~ Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s).

Date Reported : 7/29/2008

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. 2 A x
D.F. = Dilution Factor .

Page 28 of 35 Laboratory Manager



H2M LABS, INC.

575 Broad Hdlow Road, Mevile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478 Sample Information
LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-0_1 6A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-016 Treatment
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 6:37:00 AM  Point No : 056-31

Received : 7/11/2008 3:05:00 PM  Location : Well #11 Gac Filter 655
Collected By : CLIENT

Copy : ORIGINAL

cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s). . N .
gé:ull(;)nﬂzcg)gesazg: % Exceed Regulatory Limit(s). Limit noted. Qrem XM
Date Reported : 7/29/2008
Page 22 of 35 Laboratory Manager



H2Z2M LABS, INC.

575 Broad Hollow Road, Meville NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID # 10478 Sample Information

LABORATORY RESULTS Type : Potable Water
Brookhaven National Lab.-BNLM Lab No. : 0808197-018A Origin : Treated Well
70 Bell Ave. Routine
Upton, NY 11973 Client ID. : 25084-018 Treatment
Attn To : Bob Lee

Federal ID 5111891

Collected : 7/11/2008 6:30:00 AM  Point No : 056-32

Received : 7/11/2008 3:05:00 PM  Location : Well #12 Gac Filter 657
Collected By : CLIENT

Copy : ORIGINAL

cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 N/A Negative M9223 07/12/2008 11:00 AM
E_Coliform Absent 1 N/A Absent M9223 07/12/2008 11:00 AM

Result(s) reported meet(s) Regulatory Limit(s). .
Result(s) flagged with 5 Exceed Regulatory Limit(s). Limit noted. m .
D.F. = Dilution Factor w
Date Reported : 7/29/2008
Page 25 of 35 Laboratory Manager



81 Cornell Avenue, Bldg. 120
Upton, NY 11973

BROOKHEUEN

NATIONAL LABORATORY

FACSIMILE TRANSMITTAL SHEET

Fax #: 631-344-6079

Date: August 8, 2008

To: Ms. Kathleen Newcomer

Company: Suffolk County Department of Health Services

Fax #: 631-852-5787

From: Jennifer Higbie

Phone Ext.: | 631-344-5919 (or email: Higbie@bnl.gov)

Number of Pages (including cover sheet):

Comments:

Attached is a letter from George Goode with the Subject: Monthly Water Treatment
Plant reports for July 2008.

Included with the letter are
Attachment I: BNL Potable Water Supply Operational Data for July
and

Attachment III: July 2008 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacteriological Analyses for the BNL Distribution System

EXPLORING EARTH'S MYSTERIES
...PROTECTING ITS FUTURE
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TRANSMISSION OK

TX/RX NO 1220
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RESULT OK
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Upton, NY 11973
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1% August 8, 2008

| Ms. Kathleen Newcomer

| Suffolk County Department of Health Services
| 631-852-5787 |

Jennifer Higble
Il 631-344-5919 (or email: Higbie@bnl.gov)
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Attached is a letter from George Goode with the Subject: Monthly Water Treatment
Plant reports for July 2008.

Included with the letter are _

Attachment I: BNL Potable Water Supply Operational Data for July

and

Attachment III: Jlily 2008 Stage 1 Disinfectants & Disinfection Byproduct Rule




