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	Item
	Initials/Time

	1.
	Make Emergency Pager Announcements as appropriate
	

	2.
	F/R Priority
	

	
	Respond to telephone calls to 2222
	

	
	Respond to Alarms of fire
	

	
	Reset trouble alarms
	

	3.
	Make Plectron Announcement – determine telephone system operation
	

	4.
	Activate the EOC, if necessary
	

	5.
	Determine adequate staffing of the EOC
	

	6.
	Contact Suffolk Country EOC
	

	7.
	Categorize and declare an Operational Emergency if the conditions of the EALs are met
	

	8.
	Make notifications to DOE & others
	

	9.
	Establish and maintain communications with the meteorologist
	

	10.
	Determine extent and if possible duration of power outage
	

	11.
	Consider restricting site access
	

	12.
	Traffic safety considerations
	

	
	     Princeton and Upton Signal
	

	
	     Brookhaven and Upton Signal
	

	13.
	Check child care facilities
	

	14.
	Check Apartment Area -  dorms, guest house
	

	15.
	Security patrols – dispatch to secure areas and PPAs
	

	16.
	Site fire alarm system, reset alarms – check back-up batteries in panels
	

	17.
	Fire Rescue Group staffing (consider overtime)
	

	18.
	Accelerators shut down correctly:  RHIC, AGS, BLIP, NSLS
	

	19.
	Auxiliary generators tested and functioning
	

	20.
	Verify Medical patient safety in Building 490 Radiation Therapy Facility
	

	
	     Occupational Medical Clinic
	

	
	     PET Facility
	

	
	     MRI Facility
	

	21.
	Consider early dismissal of personnel, closing of the lab, or delayed opening
	

	22.
	Make diesel and gasoline fuel available
	

	23.
	Confirm operation of warning lights
	

	
	     HFBR stack
	

	
	     Meteorological tower
	

	
	     Water tower adjacent to Building 50
	

	24.
	Verify that building elevators are empty
	

	25.
	Verify whether the following facilities need portable generator support:
	

	
	     Biology Building 463 – Freezers
	

	
	     Waste Management Division (WM) – 855
	

	
	     Safeguards and Security Division (SE) Main Gate – 680 – lighting and heat
	

	
	     Consider 488 for possible evacuees and lighting and fans to distribute heat
	

	
	     Medical Building 490 freezers
	

	
	     Isotopes and Special Materials (ISM) – 937 tunnel
	

	
	     Special Nuclear Material storage – condensation problems on loss of AC
	

	26.
	Animal Safety
	

	27.
	Identify essential personnel for access control to site if closed
	

	28.  
	Make provisions for food and beverage for ERO
	

	29.
	Provide for shift operation – Housing on site
	

	30.
	Steam, Water Treatment, Sewage and Chilled Water Plants, verify operation
	

	31.
	Verify cell phone function/recharging of batteries
	

	32.
	Communicate with LIPA to determine status of power
	

	33.
	Establish contact with local radio station if appropriate
	

	34.
	Update the BNL Recorded Information Hotline as appropriate
	

	35.
	Update the DOE EOC as appropriate
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