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	Bldg.
	Equip. No.
	Manufacturer
	Rating 

(KW)
	Fuel
	Capacity

(Gals)
	Gal/Hr.
	Remarks

	50
	GR-58980
	General Motors
	75
	Diesel
	1000
	10.2
	@1800 RPM varies w load

	326
	TR-Response
	Generac
	5.2
	Gas
	
	
	Spill Response Trailer (fixed)

	423
	GR-8821
	General Motors
	30
	Diesel
	275
	3
	

	449
	GR-58979
	General Motors
	200
	Diesel
	171
	10
	

	452
	GR-100156
	Magnetek
	150
	Diesel
	
	
	Mobile

	452
	GR-25678
	General Motors
	30
	Diesel
	275
	3
	

	488
	GR-58978
	General Motors
	15
	Diesel
	40
	4
	

	555
	GR-84920
	Kohler
	
	Propane
	
	
	

	575
	575GR-001
	Onan
	125
	Diesel
	233
	
	Outside Sewer Plant

	580
	580GR-001
	Onan
	35
	Diesel
	
	
	

	599
	GR-58975
	General Motors
	125
	Diesel
	500
	10.25
	

	599
	GR-42945
	Generac
	4
	Gas
	1
	
	Haz-Mat Trailer (portable)

	599
	
	Generac
	5.2
	Gas
	10
	
	Haz Mat Trailer (fixed)

	599
	580GR-001
	Yanmar
	5.5
	Diesel
	N/A
	
	Fire Brush Truck (fixed)

	610
	610GR-095345
	Onan
	1250
	Diesel
	4000
	50
	Supports 603, 610, 650, 650T

	615
	GR-88034
	Genset
	40
	Diesel
	75
	
	Main Gate, traffic lights 

	624T
	C36
	Master
	
	
	
	
	Portable Emergency Trailer Near Building 624

	624T
	C37
	Master
	
	
	
	
	Portable Emergency Trailer Near Building 624

	624T
	C38
	Master
	
	
	
	
	Portable Emergency Trailer Near Building 624

	624T
	C39
	Master
	
	
	
	
	Portable Emergency Trailer Near Building 624

	629
	GENR-002
	General Motors
	350
	Diesel
	1000
	14
	Out of Service

	629
	GENR-004
	General Motors
	420
	Diesel
	550
	10
	Supports 463 & 490

	634
	GR-58968
	Int’l. Harvester
	N/A
	Propane
	1000
	
	

	635
	GR-58967
	Waukesha
	N/A
	Propane
	1000
	
	Pwr. Well #11

	637
	GR-58966
	Waukesha
	N/A
	Propane
	1000
	
	Pwr. Well #12

	725
	GR-70862
	Cummins
	125
	Diesel
	270
	
	

	750
	GR-58964
	Minn. Moline
	150
	propane
	
	
	Out of Service

	754
	GR-58963
	John Deere
	90
	Diesel
	550
	
	E.O.F.

	801
	GR-19220
	General Motors
	60
	Diesel
	185
	4
	Basement

	802
	GR-58965
	General Motors
	168.7
	Diesel
	275
	3
	801 hoods, stack lights

	830
	GR-8604
	Hercules
	30
	Diesel
	500
	40
	Out of service (to be relocated)

	911
	GR-16254
	Waukesha
	15
	Gas
	
	
	Portable – Out of Service

	911
	GR-58962
	Hercules
	30
	Diesel
	500
	4
	Portable – Out of Service

	912
	GR-16248
	John Deere
	30
	Diesel
	
	
	Mobile – Out of Service 

	912
	GR-58958
	Detroit
	350
	Diesel
	3000
	32
	

	912
	GR-58959
	General Motors
	350
	Diesel
	3000
	32
	

	912
	GR-58960
	General Motors
	350
	Diesel
	3000
	32
	

	912
	GR-58961
	General Motors
	350
	Diesel
	3000
	32
	

	918
	GR-95089
	Onan
	6
	Gas
	
	
	Portable – Out of Service

	1000
	GR-95037
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1002
	GR-95038
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1004
	GR-95039
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1005
	GR-95040
	DMT Corp
	300
	Diesel
	550
	
	

	1006
	GR-95041
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1008
	GR-95042
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1010
	GR-95043
	DMT Corp
	150
	Diesel
	275
	11.7
	

	1012
	GR-95044
	DMT Corp.
	150
	Diesel
	275
	11.7
	


*Note:  In addition to above list, other smaller generator units (<10kw) are available through Building 452 Tool Crib. 
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