Facility & Operations Directorate List and Priority of General Facility Risk Assessments (FRA)

	Area or Activity


	Description
	Priority
	Reason
	FRA

	Facility-Wide Analysis


	
	
	
	

	General Electrical Issues
	Working with high voltages, PCB potential and working from heights in addition to standard electrical installations and activities throughout the facility
	High
	Lightening strike, and other weather conditions, can impact safety of substations.  PPE, lightening arrestors, substation is grounded using a grid system.  Substations are not entered for normal operations or servicing during extreme weather conditions.  Lighting is inadequate in substations due to the age of the substations; portable lighting is provided as needed.

Minor shocks have occurred the last few years from legacy wiring or failure to adequately lock/out equipment. Overheating occurs occasionally due to the inventory of components. Concern over aging electrical components (e.g., glass fuses, asbestos coated wiring) Some open ATS items related to improving electrical safety. Many OSHA violations found by OSHA Team.


	FRA-FO-GEN-ELECTR


	General Fire Issues
	General fire protection throughout the facility; cover special areas separately; (welding, brazing, soldering)
	Medium
	Fire protection systems are old but operable. Upgrades are needed and ADS forms are outstanding and awaiting funding. Fires are possible significant programmatic problems. One major fire occurred in the past 15 years in the spray paint facility. BNL only had a single FP Engineer for many years until end of 2004.  (2003 Investigational Incident)
	FRA-FO-GEN-FIRE


	General Confined Space Issues
	Maintenance work in sewer, electrical, steam, potable water manholes, attics, crawlspaces and air handlers.  
	Medium
	Air monitoring is done prior to entry into all confined spaces.  Additional monitoring may be required in Class 2C spaces and controls such as lock/out of energy sources in steam manholes and blast blankets in electrical vaults.  
	FRA-FO-GEN-CONFINEDSPACE

	General Housekeeping Issues
	General housekeeping issues throughout the facility
	Medium
	Work is sometimes finished without area cleanup completed. Causes restricted walkways, slip hazards, increased fire loading. Tier 1 inspections cite this numerous times. Many OSHA findings related to housekeeping.  Icy and snowy surfaced need to be kept clean to prevent slips and falls.
	FRA-FO-GEN-HOUSE


	F&O Wide 90 Day and Satellite Storage Areas
	A RCRA-regulated area designated by a Department/Division as the central accumulation point for wastes generated.
	Medium
	Caution is needed when storing waste such as chemicals which may cause eye injuries, and inhalation/skin absorption.
	FRA-F&O-90-DAY-SATELLITE AREAS

	Offices


	General offices with computer usage
	Medium
	Ergonomic injuries have been experienced.
	FRA-FO-GEN-OFF

	General Environmental AReas
	Hazards that are potentially found in crawl spaces, attics and in outdoor work.
	Medium
	Work in attics and crawl spaces, as well as outdoors, can have health exposures to asbestos, insects and animal droppings, as well as environmental hazards.  Insect bites has been an injury that affects our employees.
	FRA-FO-GEN-ENVIRONMENTAL

	General Material Handling Issues
	General Material Handling Issues through the Lab.
	High
	Several Material Handling incidents have occurred onsite.  We need to address concerns raised in the Recurring Material Handling Occurrence report, Memo from M. Bebon on interim Material Handling procedures, NTS report on Recurring Material Handling occurrences, and Multi Disciplinary Taskforce report.
	FRA-FO-GEN-MATERIAL HANDLING

	General Radiation Issues
	General site-wide radiological facility risk assessments
	Medium
	Work in areas of radioactive material, controlled areas, contamination areas and x-ray producing equipment and devices.  This includes work in high and very high radiation areas and dealing with radioactive waste processing and storage areas.  Injuries and illness from radiation has been very low.
	FRA-FO-GEN-RAD

	Site-Wide General Laboratory Spaces
	Site-wide general laboratory spaces.
	Medium
	Laboratories on site pose various hazards, (e.g., radiation, electrical, material handling, housekeeping).  Many of these hazards are covered by other risk assessments.
	FRA-FO-GEN-LAB
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