Life Sciences OHSAS Facility Risk Assessment

The only official copy of this file is the one on-line in the Life Sciences ESH website. Before using a printed copy, verify that it is the most current version by checking the document issue date on the  website.

	Name(s) of Risk Team Members:  Emrick, Colichio, Sautkulis, Langdon, Lara, Sclafani

Conducted:  10/10/06
	Point Value →

Parameter ↓
	1
	2
	3
	4
	5

	Area/Facility Description Title:  DJ-FRA08-Bldg421

Facility Risk Assessment for Building 421  

Area/Facility # (if applicable):  
	Occupancy or Use
	≤once/year
	≤once/month
	≤once/week
	≤once/shift
	>once/shift

	Area/Facility Description: 

Building 421


	Severity
	First Aid Only
	Medical Treatment
	Lost Time
	Partial Disability
	Death or Permanent Disability

	
	Likelihood
	Extremely Unlikely
	Unlikely
	Possible
	Probable
	Multiple

	Approved by:
R. Colichio
Date:
10/11/06
 Rev.#: 0
	
	
	
	
	
	

	Reason for Revision (if applicable): 


	Comments: 


	
	Before Controls
	
	After Initial

Controls
	
	After Additional Controls
	

	Physical Item or Activity
	Hazard(s)
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	Initial Controls
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	Control(s) Added to Reduce Risk
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	% Risk Reduction

	General Office Space


	See Office JRA


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	Walking


	See Walking JRA


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	Indoor air quality


	Mold, Dust


	5
	3
	3
	45
	Building maintenance, grounds maintenance (removal of water that could lead to mold), heaters, opening garage doors to promote airflow.
	5
	3
	2
	30
	
	
	
	
	
	

	General Fire Hazards 


	Burns, explosion, smoke inhalation
	5
	5
	3
	75
	Fire extinguishers, smoke detectors, fire alarms,  Tier I inspections, building maintenance, general housekeeping to reduce combustibles, SBMS fire safety subject area and emergency planning
	5
	2
	2
	20
	
	
	
	
	
	

	General housekeeping issues 
	Fire, falls on same level; impaired egress; being struck by object, creating restricted walkways, slip hazards, increased fire loading. 


	5
	3
	3
	45
	Tier I Inspections, mandatory and voluntary,cleanout days, awareness of staff, building manager walkthroughs.
	5
	1
	2
	10
	
	
	
	
	
	

	General Electrical Issues

Standard electrical installations and activities.
	Shock or electrocution; reflex injury
	5
	5
	3
	75
	Work planning, work permits, training, PPE, posting and labeling.
	5
	2
	2
	20
	
	
	
	
	
	

	Security


	Security hazards associated with working alone and/or late at night


	5
	5
	3
	75
	Adequate lighting, working door locks, escort service, OMC physical, security
	5
	5
	1
	25
	
	
	
	
	
	

	Use of Bottled Water
	Gastro intestinal problems due to elevated bacterial levels, slips from wet floor, back injury from lifting (see Lifting JRA)
	5
	3
	3
	45
	Quality Assurance review on Purchase Order, Proper storage of bottles, monitoring of water quality, procedure for cleaning , custodial support and good housekeeping (spills)
	5
	3
	2
	30
	
	
	
	
	
	

	Working with hot surfaces such as photocopy machine, stove and coffee-maker
	Burns


	4
	2
	3
	24
	Tier I inspections, adherence to manufacturer’s instructions of appliances, postings/labels on equipment, manipulating devices (pot holders, forceps)
	4
	2
	2
	16
	
	
	
	
	
	

	Machine Shop
	See Machine Shop JRA
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	Further Description of Controls Added to Reduce Risk:



	*Risk:
	0 to 20 

Negligible
	21 to 40 

Acceptable
	41 to 60 

Moderate
	61 to 80 

Substantial
	81 or greater 

Intolerable
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