Life Sciences OHSAS Facility Risk Assessment

The only official copy of this file is the one on-line in the Life Sciences ESH website. Before using a printed copy, verify that it is the most current version by checking the document issue date on the  website.

	Name(s) of Risk Team Members:  Emrick, Colichio, Sautkulis

Completed: 9/22/06


	Point Value →

Parameter ↓
	1
	2
	3
	4
	5

	Area/Facility Description Title: 

Facility Risk Assessment for Building 496  (Barn) 
DJ-FRA09-496

Area/Facility # (if applicable): 
	Occupancy or Use
	≤once/year
	≤once/month
	≤once/week
	≤once/shift
	>once/shift

	Area/Facility Description: 

Building 496


	Severity
	First Aid Only
	Medical Treatment
	Lost Time
	Partial Disability
	Death or Permanent Disability

	
	Likelihood
	Extremely Unlikely
	Unlikely
	Possible
	Probable
	Multiple

	Approved by:
R. Colichio
Date:
9/28/06
Rev.#: 0
	
	
	
	
	
	

	Reason for Revision (if applicable): 


	Comments: 


	
	Before Controls
	
	After Initial

Controls
	
	After Additional Controls
	

	Physical Item or Activity
	Hazard(s)
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	Initial Controls
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	Control(s) Added to Reduce Risk
	Occupancy A
	Severity B
	Likelihood C
	Risk* AxBxC
	% Risk Reduction

	Walking


	See Walking JRA


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	Indoor air quality


	Mold, Dust


	2
	3
	2
	12
	Building maintenance, grounds maintenance (removal of water that could lead to mold), heaters, opening garage doors to promote airflow.
	2
	3
	1
	6
	
	
	
	
	
	

	General Fire Hazards 


	Burns, explosion, smoke inhalation
	2
	5
	2
	20
	Fire extinguishers, smoke detectors, fire alarms,  Tier I inspections, building maintenance, general housekeeping to reduce combustibles, SBMS fire safety subject area and emergency planning
	2
	5
	1
	10
	
	
	
	
	
	

	Areas where pesticides are stored and/or used.
	Potential for pesticide  splash or exposure
	2
	2
	3
	12
	Postings, PPE, training, emergency placard info, Pesticide hood in greenhouse for small scale mixing,Work Planning and Control, CMS
	2
	2
	2
	8
	
	
	
	
	
	

	General housekeeping issues 
	Fire, falls on same level; impaired egress; being struck by object, creating restricted walkways, slip hazards, increased fire loading. 


	2
	3
	4
	24
	Tier I Inspections, mandatory and voluntary,cleanout days, awareness of staff, building manager walkthroughs.
	2
	3
	3
	24
	
	
	
	
	
	

	General Electrical Issues

Standard electrical installations and activities.
	Shock or electrocution; reflex injury
	2
	5
	3
	30
	Work planning, work permits, training, PPE, posting and labeling.
	2
	5
	1
	10
	
	
	
	
	
	

	Wild Animal and Insects
	Animal/Insect bites or stings (and possible anaphylactic reaction)
	2
	2
	3
	12
	Building maintenance, vermin control equipment, BNL extermination personnel, pest management practices.
	2
	2
	2
	8
	
	
	
	
	
	

	Equipment with moving parts 
	Pinching, cuts, bruises, collisions with farm equipment
	2
	2
	3
	8
	Limited access, lighting, Tier 1 inspections, housekeeping.
	2
	2
	2
	8
	
	
	
	
	
	

	Further Description of Controls Added to Reduce Risk:



	*Risk:
	0 to 20 

Negligible
	21 to 40 

Acceptable
	41 to 60 

Moderate
	61 to 80 

Substantial
	81 or greater 

Intolerable
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