This report only includes Interlocks that are associated with existing operating equipment.

NSLS Laser Interlock Status Report

Inactive do not require testing until status changes to Active.

Interlocks listed as

LaserInterlock Active Laser Control Status: Last Test Date DUE DATE
SDL ACTIVE Normal 9/17/2012 Mar/2013
SDL-ESLA ACTIVE Normal 9/17/2012 Mar/2013
UO2A ACTIVE Normal 9/12/2012 Mar/2013
Uo6 ACTIVE Normal 8/15/2012 Feb/2013
U13 ACTIVE Normal 8/15/2012 Feb/2013
X17B3 ACTIVE Normal 6/19/2012 Dec/2012
YP1AL ACTIVE Locked/Tagged 6/7/2011 Dec/2011

Tests are due the last day of the month indicated

Active - Associated equipment is currently operating

9/24/2012

Inactive - Associated equipment is not operating.

Page1lof 1



