Electrical Panel/Disconnect Labeling Program

Typical Field Layout Drawing

Electrical Panels

•
Label panels with a unique ID number (for example, 097-LP-1)

•
Label “Fed From”

•
Verify device has a voltage and amperage rating indicated on the manufacturer’s label.  If not, the device does not meet code and should be replaced.  If a device is being used for a lower voltage (for example 480V switch being used on a 208V system) the device should so indicate the utilization voltage. 

•
Update directory index cards

Electrical Disconnects

•
Label disconnects, including spare disconnects,  with a unique ID number (for example, 097-SW1)

•
Label “Fed Form

•
Label “Feed To”

•
Verify device has a voltage and amperage rating indicated on the manufacturer’s label.  If not the device does not meet code and should be replaced.  If a device is being used for a lower voltage (for example 480V switch being used on a 208V system) the device should so indicate the utilization voltage.
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Panel Index affixed to inside of Door.








