EPS LOGIC TEST REPORT

Cell undertest:___j "]-B1

STEP CHECK
1. With the help of a laptop computer, go to the Main CSS page and go to the SR EPS \SR EEZ/
BM FE tab. It will show the front end components including and the BEAM DUMP

signals.
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2. Component switch and Logic verification:

Component OPEN POSITION CLOSE POSITION
EPS system CSS page EPS system CSS page
BMPS v 4 <
GV1 v s v v
PS v e [V v
FV Ma NA Na | WA
SSA v / v f
SSB v e o <
GV2 v < v Ny
GV3 v i A /
GV4 N A NA NA N A

e Note: NA stands for “Not Available”

3. GV1and GV3 enable signal to the vacuum PLC

4. GV2 enable signal to the vacuum PLC

5. GV2 bypass for PPS test

6. BMPS remote control from the CSS page

7. Flow meter test:

The flow meter highlighted in the following graph part of the CSS page was manually

tested on its warning and trip levels.

EEEE

Flow Meter Trip Signal 8 SR VA GV IL Signal ) SRVARTDLIL Signal o SRVARTD2 IL Signal ) VATrip General Signal )
Flow Meter Reset 9 VA Reset e %

CH Site Wide Name Location Number Nominal Value (GPM) Warning Level (GPM) Alarm Level (GPM)

FMO1 C18-ALR-DPS-3360 0C-D-1 067 0.50 9 040 '
FM02 C18-ALR-DPS-5361 0C.0-2 097 0.50 ) 040 k|
FM03 C18-DWAR-DPS-5369 ocD8 430 3,00 ‘ 250 @
FMO4 C18-DWAR-DPS-3368 0c-D-9 422 3.00 ’ 250 ]
FMOS C18-ABR-OPS:5262 0C-C-3 256 1.00 ] 0.75 ﬁ
FMo8 (C18-ABR-DPS-5363 0c-C-4 227 1.00 ’ 075 ]
FM07 C18-HFER-DPS-5366 0C-C5 478 4.00 ] 3.00 §
FM08 C18-LFER-DPS-5367 0C-C-6 151 120 ] 090 #
FM0S C17-LFER-DPS-5269 0C-D-3 142 1.00 ' ] 050 §
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