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REVISION HISTORY

REV DESCRIPTION DATE DESIGNER CHECKED BY ENGINEER

A RELEASE PER ECO-004262 6/2016 J TUOZZOLO CA/CS G DACOS

B M BREITFELLER4/2017REVISED PER ECO-005023 R GAMBELLA CA/ML

BEAMLINE

17-BM

FRONT END

XFP

VALVE

GV3

DESCRIPTION

GATE VALVE

REF. P/N

SR-VA-VLV-0006

VALVE REFERENCE TABLE

06-BM BMM GV3 GATE VALVE SR-VA-VLV-0006

07-BM QAS GV3 GATE VALVE SR-VA-VLV-0006

04-BM XFM FV FAST VALVE PI-VLV-0002
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NOTES: 1. USE TWO PART THREAD SEALANT ON NPT FITTING                  USE TWO PART THREAD SEALANT ON NPT FITTING                  P/N: PRIMER 7471, P/N: LOCKTITE SEALANT 545 2. INSTALL ALL COMPRESSION FITTING PER SWAGELOK AN INSTALL ALL COMPRESSION FITTING PER SWAGELOK AN INSTALLER'S POCKET GUIDE FOR SWAGELOK TUBE FITTINGS, MS-13-151. 3. ALL SOLENOIDS ARE SHOWN IN DE'ENERGIZED STATE. ALL SOLENOIDS ARE SHOWN IN DE'ENERGIZED STATE. 4. BALL VALVE MUST BE INSTALLED WITH VENT PORT ON DOWN BALL VALVE MUST BE INSTALLED WITH VENT PORT ON DOWN STREAM SIDE. 5. LEAK TEST SYSTEM AT 100 PSI, PER ASME B31.3.  USE A LEAK TEST SYSTEM AT 100 PSI, PER ASME B31.3.  USE A PRESSURE GAUGE CALIBRATED TO N.I.S.T. SPECIFICATIONS WITH CERTIFICATION THAT IS CURRENT.  IF A FAST VALVE IS CONNECTED TO THE UPSTREAM BRANCH, ISOLATE FAST VALVE FROM THE REST OF THE SYSTEM, BY TEMPORARILY PLUGGING AT ITEM 22.  APPLY THIN FILM BUBBLE SOLUTION TO ALL FITTINGS AND INSPECT.  IF APPLICABLE, RE-CONNECT FAST VALVE BRANCH, AND LEAK TEST ITS BRANCH AT OPERATING PRESSURE. 6. AFFIX IDENTITY LABELS TO COMPRESSED AIR VALVES. ON THE AFFIX IDENTITY LABELS TO COMPRESSED AIR VALVES. ON THE LABELS, RECORD VALVE NAME, AS PER DWG LEADER LABEL, AND CELL NUMBER FORMAT XX-YY,EXAMPLE: UPPER C.A. VALVE-17-BM 7. APPLY DIRECTIONAL COMPRESSED AIR PIPE LABELS TO APPLY DIRECTIONAL COMPRESSED AIR PIPE LABELS TO BRANCHES.  8. BLOWOFF PRESSURE GAUGE TO BE TESTED PER MAINTENANCE BLOWOFF PRESSURE GAUGE TO BE TESTED PER MAINTENANCE PROCEDURE PS-C-XFD-PRC-023, CALIBRATION OF GAUGE NOT REQUIRED.
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REVISION HISTORY
REV DESCRIPTION DATE DESIGNER CHECKED BY ENGINEER

A RELEASE PER ECO-005022 4/2017 R GAMBELLA CA/ML M BREITFELLER

NOMINAL FLOW
(GPM)

WARNING POINT
(GPM)

TRIP POINT
(GPM)

1.5 +/- 0.2 GPM 1.2 GPM 0.9 GPM

.53 GPM 0.40 GPM 0.27 GPMBMM MIRROR, 06-BM

F.E.  COMPONENTS

1 0 3/8" OD TUBE 3/8" OD X .035" WALL, SST 304/304L McMASTER
2 0 1/4" OD TUBE 1/4" OD X .035" WALL, SST 304/304L McMASTER
3 0 1/2" OD TUBE 1/2" OD X .049" WALL, SST 304/304L McMASTER
4 0 3/4" OD TUBE 3/4" OD X .049" WALL, SST 304/304L McMASTER
5 4 SS-600-8-4 90 ELBOW FEMALE 3/8" COMP X 1/4" NPTF SWAGELOK
6 8 SS-400-2-4 90 ELBOW, MALE 1/4" COMP X 1/4" NPTM SWAGELOK
7 4 SS-810-7-8 CONNECTOR, FEMALE 1/2" COMP X 1/2" NPTF SWAGELOK
8 8 SS-400-1-4 CONNECTOR, MALE 1/4" COMP X 1/4"  NPTM SWAGELOK
9 2 SS-600-1-4RT CONNECTOR, MALE 3/8" COMP X 1/4" BSP SWAGELOK

10 1 SS-610-3 UNION TEE 3/8" COMP X 3/8" COMP X 3/8" COMP SWAGELOK
11 2 SS-810-3 UNION TEE 1/2" COMP X 1/2" COMP X 1/2" COMP SWAGELOK
12 1 SS-1210-3 UNION TEE 3/4" COMP X 3/4" COMP X 3/4" COMP SWAGELOK
13 4 SS-400-6 UNION 1/4" COMP X 1/4" COMP SWAGELOK
14 8 SS-600-6 UNION 3/8" COMP X 3/8" COMP SWAGELOK
15 1 SS-810-R-12 REDUCER, STRAIGHT 1/2" COMP X 3/4" TUBE SWAGELOK
16 1 SS-400-R-8 REDUCER, STRAIGHT 1/4" COMP X 1/2" TUBE SWAGELOK
17 1 SS-600-R-12 REDUCER, STRAIGHT 3/8" COMP X 3/4" TUBE SWAGELOK
18 1 SS-1210-6-8 REDUCING UNION 3/4" COMP X 1/2" COMP SWAGELOK
19 4 SS-810-6-6 REDUCING UNION 1/2" COMP X 3/8" COMP SWAGELOK
20 3 SS-600-6-4 REDUCING UNION 3/8" COMP X 1/4" COMP SWAGELOK
21 2 SS-1210-3TMT REDUCING UNION, TEE 3/4" COMP X 3/4" COMP X 3/4" NPTM SWAGELOK
22 1 SS-610-P PLUG 3/8" FITTING SWAGELOK
23 1 SS-810-P PLUG 1/2" FITTING SWAGELOK
24 2 SS-1210-P PLUG 3/4" FITTING SWAGELOK
25 4 SS-10-MTA-1-8 TUBE ADAPTER, MALE 10MM TUBE X 1/4" NPTM SWAGELOK
26 2 FLOW RESTRICTOR TUBE COIL, A/R SWAGELOK
27 4 SS-43GEF4-LL BALL VALVE 1/4" NPTF X 1/4" NPTF SWAGELOK
28 8 FJ6TA6TA6-32 SS BRAIDED HOSE 3/8 DIA, 32" L, 3/8" TUBE X 3/8" TUBE SWAGELOK

29 1 PI-FLW-0005 FLOW SENSOR 1/2" NPTM PIPE ENDS AND 1/4" NPTF
SENSOR TUBES

McCROMETER

30 1 5300-0.5-0.1720-304-150-(WI – 0.430) FLOW SENSOR 1/2" NPTM PIPE ENDS AND 1/4" NPTF
SENSOR TUBES

ORIPAC
31 2 EJA110E-JMS3G-B12EM/FF1/D1 TRANSMITTER 1/4" NPTF X 1/4" NPTF YOKOGAWA

PART NUMBER DESCRIPTION DESCRIPTION 2 VENDOR
Parts List

BMM MIRROR CONNECTIONS

MEZZANINE TRANSMITTER,
MIRROR

MEZZANINE TRANSMITTER,
F.E. COMPONENTS


