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NOTES:

1.

2.

ALL MODULE TERMINALS WITH THE SAME NAME ARE
CONNECTED TOGETHER ON THE MODULE.

INDICATED RESISTORS ARE 51 kOHMS, 0.5W, 5%
REFER TO 1756—-1A8D MODULE DOCUMENTATION FOR
FURTHER INFORMATION.
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