Brookhaven National Laboratory
Plant Engineering - E&CS Division

Engineering Change Notice Form

PROJECT: CCWF II JOB No. 11705
ECN Title: Mezzanine Floor Framing Detail ECN No. 21

Affected Documents: SS-102, SS-301, SS-201, A-300, SC-101

Requested Change (Attach sketch if applicable): To avoid concrete demolition in the existing Electrical
Equipment Room, propose adding a W18x60 beam centered at the edge of existing floor
slab. Cut the siding as required to slide beam in place. Beam connections to column lines 3
and 4 should be similar to the connections at that floor level.

Requested by: E.W. Howell Date: 01/13/10

Resolution:  See attached sketches.

Approvals:  A/E or Proj. Eng.: B. Kimble P?} /72 Date: 01/20/10
Project Coordinator: A. Raphael /;Z/ Date: 01/20/10
Manager: Date:

Contractor shall take the following action:
[] Await change order from P&PM
[X] Proceed with change as described

Provide cost proposal for change as described

Distribution: E. W. Howell Giffels PPM
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1. GARVITY LOAD REACTIONS FOR W12=10 KIPS,
WIB=30 KPS AND WZ4=40 KIFS
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