Brookhaven National Laboratory
Plant Engineering - E&CS Division

Engineering Change Notice Form

PROJECT: CCWF Il JOB No. 11705
ECN Title: Bldg 600A Underground Piping ECN No. 24

Aftected Documents: CE-2, CE-3, MU-101

Requested Change (Attach sketch if applicable): Provide new 4” sanitary line under slab with cast iron pipe and
install interface couplings on each side. Add new house trap outside bldg 600A on the West side.
Remove vent line for all traps and maintain end of pipe run vent to North side of new bldg. Remove
existing cap and install new clean out for existing sanitary line in new bldg 600A.
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Requested by: A. Raphael Date: 01/29/09

Resolution:  See the attached sketches.

Approvals:  A/E or Proj. Eng.: B. Kimble '@ﬁ Date: 01/29/10
Project Coordinator: A. Raphael %72 Date: 01/29/10
Manager: Date:

Contractor shall take the following action:
[ ] Await change order from P&PM
X Proceed with change as described

[ ] Provide cost proposal for change as described

Distribution: E. W. Howell Giffels PPM
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