
LEGEND
FLUID UNITS FLOW UNITS
CA COMPRESSED AIR IW INDUSTRIAL WASTE CFH CUBIC FEET PER HOUR
CHW CHILLED WATER NG NATURAL GAS CFM CUBIC FEET PER MINUTE
CNW COOLING WATER/ NPW NON POTABLE WATER GPM GALLONS PER MINUTE

CONDENSER WATER SA SULFURIC ACID LB/HR POUNDS PER HOUR
CTW COOLING TOWER WATER ST STEAM ACFH ACTUAL CUBIC FEET PER HOUR
IA INSTRUMENT AIR ACFM ACTUAL CUBIC FEET PER MINUTE
HYD HYDRULIC OIL SCFH STANDARD CUBIC FEET PER HOUR

SCFM STANDARD CUBIC FEET PER MINUTE

FLOW METER SCHEDULE

FLOW METER 
TAG No. SERVICE

METER 
SPEC     
TYPE

LINE SIZE 
(IN)

MINIMUM 
METER SIZE 

(IN)
TEMP. O F

SPECIFIC 
GRAVITY

FLOW 
MINIMUM

FLOW 
MAXIMUM

FLOW 
UNITS

TRANSMITTER 
CALIBRATION REMARKS

FT-691 CHW APFM-1 8 NA 42 1 - 470 GPM 10 to 600 GPM

FT-692 CHW APFM-1 8 NA 42 1 - 470 GPM 10 to 600 GPM

FT-645 CHL-5 
CHW APFM-1 12 NA 42 1 - 3000 GPM 350 to 3500 GPM

FT-646 CHL-6 
CHW APFM-1 12 NA 42 1 - 3000 GPM 350 to 3500 GPM

FT-735 NPW EMFM-1 4 3 55 1 - 282 GPM 10 to 400 GPM COOLING TOWER 
MAKE-UP

FT-736 CNW EMFM-1 3 2 1/2 95 1 - 90 GPM 10 to 160 GPM COOLING TOWER 
BLOW-DOWN

FT-785 IA TDFM-1 4 - 100 - - 750 SCFM 10 to 1000 SCFM
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