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Pour Stop Angles

BNL CCWF-II JOB:

REQUEST FOR INFORMATION

Unknown Unknown Unknown

113 Crossways Park Drive No. 00027
Phone: 516-921-7100

10/23/2009

Woodbury, NY  11797 Fax: 516-921-7920

Attn: Alan Raphael
Brookhaven National Laboratory
Brookhaven Sciences Associates, LLC

10/30/2009Project Modernization Office
Upton, NY  11973-5000
Phone: 631-344-5854

DATE:

PROJECT:

TITLE:

TO:

COMPLETED:
STARTED:

REQUIRED:

IMPACT:
SCHEDULE

IMPACT:
WORK

IMPACT:
COST

October 23, 2009
Pour Stop Angles

Please confirm the stud size and spacing for the pour stops angles.

CC: Bill Harrison, File

PROPOSED SOLUTION:

ANSWER:

QUESTION:

E.W. Howell Co., LLC

Hans Laros
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Requested By:

Signed:

Date:

AT FLOOR
OPENINGS

SEE ATTACHED SKETCH
FOR RESPONSE.

S. Muddappa
Giffels Partnership
10-28-09



USE WELDED
CONNECTION
SIMILAR TO
TYPICAL FLOOR
EDGE DETAIL ON
SC-301. USE MIN
1/4" WELD

1/2" DIA X 5" LG
HEADED STUS @
18" C/C -
MINIMUM 2
STUDS PER SIDE

YES. SEE SECTION
304D / SC304

OPTIONAL TO
CONTRACTOR


