E.W. Howell Co., LLC REQUEST FOR INFORMATION

113 Crossways Park Drive No. 00060
Phone: 516-921-7100
Woodbury, NY 11797 Fax: 516-921-7920
TITLE:  Existing Ductbank Location DATE: 4/20/2010
PROJECT: BNL CCWF-II JOB:
TO: Attn: Alan Raphael
Brookhaven National Laboratory STARTED:
Brookhaven Sciences Associates, LLC COMPLETED:

Project Modernization Office
Upton, NY 11973-5000
Phone: 631-344-5854

REQUIRED: 4/27/2010

WORK SCHEDULE COST

IMPACT: Unknown IMPACT: Unknown IMPACT: Unknown
QUESTION:

4/20/2010

Existing Ductbank Location

On Contract Drawing ES-101 it shows an existing electrical ductbank from Transformer 2 being routed to the
East. Can you please provide the following information on it so our proposed ductbank routing can be
configured properly.

1. Elevation

2. Ductbank size

3. Location and markout

CC: Bill Harrison, George Santorilla, File
PROPOSED SOLUTION:

ANSWER:
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Requested By:E.W. Howell Co., LLC Date: ":'t -21— 10

Signed:

Lauren Bergin
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( A Raytheon Company J

BROOKHAVEN NATIONAL LABORATORY

ASSOCIATED UNIVERSITIES, INC. UPTON, L., NEW YORK 11973
UNDER CONTRACT WITH THE

UNITED STATES DEPARTMENT OF ENERGY

PLANT ENGINEERING
_BUILDING 134-C 35 BROOKHAVEN AVE. |
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CONTRACTOR SHALL VISIT JOB SITE PRIOR TO BIDDING, VERIFY AND ‘ ‘
BE RESPONSIBLE FOR CONDITIONS, WORK LIMITS AND' DIMENSIONS. |
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