E.W. Howell Co., LLC REQUEST FOR INFORMATION

113 Crossways Park Drive No. 00068
Phone: 516-921-7100
Woodbury, NY 11797 Fax: 516-921-7920
TITLE:  Transformer Terminations DATE: 9/7/2010
PROJECT: BNL CCWF-II JOB:
TO: Attn: Alan Raphael
Brookhaven National Laboratory STARTED:
Brookhaven Sciences Associates, LLC COMPLETED:

Project Modernization Office
Upton, NY 11973-5000
Phone: 631-344-5854

REQUIRED: 9/14/2010

WORK SCHEDULE COST

IMPACT: Unknown IMPACT: Unknown IMPACT: Unknown
QUESTION:

9/7/2010

Transformer Terminations

Please provide instruction/drawings showing the termination points for Transfrmr #3 and Transfrmr #4 alarms
in the transformer cntrl pnls and in I/O panel 600-2. This info is not shown on the Giffels drawings.

CC: J. Healy, B. Harrison
PROPOSED SOLUTION:

ANSWER:
A NEMA- 4 AARM CorsTgol PANEL MOLNTIO N THE TRANSFazMERK
Housenstr |5 PROVIDED Py THE TR AMNEFMER SUPPULR . CONTRAURR
L RuEFEL To TRANSIoRMER SHEP O AW INlS FoR, ALATZM WIRING
INSIOE OF THE AtLA2M CeaSTROL PANIL,

11 1S RACOMMENDED TUAT BaL 1560 AN ECN To THE CoNRol
PANEL SUPPLIEL T 3Cuge THE [/o TepMm4LS Fo LANDING THE

TpSFRIE KALMS .
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Requested By:E.W. Howell Co., LLC Date:

Signed:

Hans Laros
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