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Kimble, Brigitte

From: Bill Harrison [Bill.Harrison@IBIGroup.com]
Sent: Wednesday, February 23, 2011 9:52 PM
To: Healy, Joseph
Cc: Kimble, Brigitte
Subject: Reply to RFI 76 Rev 1
Attachments: RFI 76 Response R1.PDF

Joe, 
Please see the revised RFI attached. 
Thanks, 
Bill 
 

From: Healy, Joseph [mailto:jhealy@bnl.gov]  
Sent: February 22, 2011 11:54 AM 
To: Bill Harrison 
Subject: RE: Reply to RFI 76 
 
Concern that the operators would have to get closer to the leak if they had been in the control room/existing plant. 
Wanted to make it on the way out the door. 
 

From: Bill Harrison [mailto:Bill.Harrison@IBIGroup.com]  
Sent: Tuesday, February 22, 2011 11:50 AM 
To: Healy, Joseph 
Cc: Kimble, Brigitte 
Subject: RE: Reply to RFI 76 
 
Joe, 
Why so far away from the CCWF expansion and in a less intuitive location? 
Thanks, 
Bill 
 

From: Healy, Joseph [mailto:jhealy@bnl.gov]  
Sent: February 22, 2011 11:28 AM 
To: Bill Harrison 
Cc: Kimble, Brigitte 
Subject: RE: Reply to RFI 76 
 
Bill,  
Would you please revise this response to locate the break glass switch by the existing vestibule at the north end of the 
existing bldg? 
Thanks, 
Joe 
 

From: Bill Harrison [mailto:Bill.Harrison@IBIGroup.com]  
Sent: Monday, February 14, 2011 4:45 PM 
To: Kimble, Brigitte 
Cc: Healy, Joseph 
Subject: Reply to RFI 76 
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Please see the attached reply…..Bill 




