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DRAWING INDEX VOLUME |

DRAWING INDEX VOLUME | (CONT.)

DRAWING INDEX VOLUME Il (CONT.)

DRAWING INDEX VOLUME Il

GENERAL A-370 CURTAINWALL SECTIONS PLUMBING GENERAL
A-371 CURTAINWALL SECTIONS
G-001 COVER SHEET VOLUME | A-372 CURTAINWALL SECTIONS PE-001 PLUMBING ABBREVATIONS, SYMBOLS, NOTES G-003 COVER SHEET VOLUME I A
G-011 DRAWING INDEX A-385 CEILING DETAILS PP-100F PLUMBING PLAN — UNDERGROUND BASEMENT G-013 DRAWING INDEX
G-100 LIFE SAFETY PLAN - BASEMENT A-386 CEILING DETAILS PP-100 PLUMBING PLAN — BASEMENT
G-101 LIFE SAFETY PLAN - FIRST FLOOR A-387 CEILING DETAILS PP-101AF PLUMBING PLAN — UNDERGROUND FIRST FLOOR — AREA A G-110.1 OVERALL PLAN — BASEMENT FLOOR
G-102 LIFE SAFETY PLAN - SECOND FLOOR A-390 MISCELLENOUS DETAILS PP-101BF PLUMBING PLAN — UNDERGROUND FIRST FLOOR — AREA B G-111.1 OVERALL PLAN — FIRST FLOOR 1101 King Street | Suite 400 | Alexandria, Virginia 22314-2944 [ 703.518.8500
G-103 LIFE SAFETY PLAN - PENTHOUSE A-400 ENLARGED STAIR PLANS & SECTIONS PP-103A PLUMBING PLAN — PENTHOUSE FLOOR — AREA A G-112.1 OVERALL PLAN — SECOND FLOOR IT IS A VIOLATION OF LAW FOR ANY PERSON TO
G-110 BASEMENT OVERALL PLAN A-401 ENLARGED STAIR PLANS & SECTIONS PP-103B PLUMBING PLAN — PENTHOUSE FLOOR — AREA B G-113.1 OVERALL PLAN — PENTHOUSE FLOOR ALTER THESE DOCUMENTS IN ANY WAY UNLESS
G-111 FIRST FLOOR OVERALL PLAN A-402 ENLARGED STAIR PLANS & SECTIONS PP-401A1 PLUMBING PLAN — FIRST FLOOR — AREA A - PART 1 G-114.1 OVERALL PLAN — ROOF ACTING UNDER THE DIRECTION OF A LICENSED
G-112 SECOND FLOOR OVERALL PLAN A-403 ENLARGED STAIR PLANS & SECTIONS PP-401A2 PLUMBING PLAN — FIRST FLOOR — AREA A - PART 2 PROFESSIONAL ENGINEER OR LICENSED
G-113 PENTHOUSE OVERALL PLAN A-404 ENLARGED STAIR PLANS & SECTIONS PP-401A3 PLUMBING PLAN — FIRST FLOOR — AREA A - PART 3 CIVIL / LANDSCAPE ARCHITECT.
G-114 ROOF OVERALL PLAN A-405 ENLARGED STAIR PLANS & SECTIONS PP-401A4 PLUMBING PLAN — FIRST FLOOR — AREA A - PART 4
A-406 ENLARGED STAIR PLANS & SECTIONS PP-401B1 PLUMBING PLAN — FIRST FLOOR — AREA B - PART 1 C-500.1 GRADING PLAN
CIVIL / LANDSCAPE A-407 ENLARGED ELEVATOR PLANS & SECTIONS PP-402A1 PLUMBING PLAN — SECOND FLOOR — AREA A - PART 1 C-600.1 OVERALL UTILITY PLAN
A-408 ENLARGED ELEVATOR PLANS & SECTIONS PP-402A2 PLUMBING PLAN — SECOND FLOOR — AREA A - PART 2 C-601.1 STORM SEWER PLAN
C-000 OVERALL SITE ORIENTATION PLAN A-409 ELEVATOR DETAILS PP-402A3 PLUMBING PLAN — SECOND FLOOR — AREA A - PART 3 L-100.1 LANDSCAPE LAYOUT
C-001 CIVIL ABBREVIATIONS AND SYMBOLS A-410 ENLARGED LOADING DOCK PLANS & DETAILS PP-402A4 PLUMBING PLAN — SECOND FLOOR — AREA A - PART 4
CE-100 EXISTING CONDITIONS PLAN A-411 ENLARGED LOADING DOCK PLANS & DETAILS PP-402B1 PLUMBING PLAN — SECOND FLOOR — AREA B - PART 1 STRUCTURAL
CD-100 SITE DEMOLITION PLAN A-412 CANOPY DETAILS PP-501 PLUMBING DETAILS
C-200 EROSION CONTROL PLAN A-420 ENLARGED TOILET ROOM PLANS & ELEVATIONS PP-502 PLUMBING DETAILS S-101B.1 FOUNDATION AND FIRST FLOOR PLAN - AREA B (ALTERNATE)
C-201 EROSION CONTROL NOTES AND DETAILS A-421 TOILET RM & SHOWER RM ELEVATIONS PP-503 PLUMBING DETAILS S-102B.1 SECOND FLOOR FRAMING PLAN - AREA B (ALTERNATE)
C-300 DIMENSIONAL PLAN A-430 ENLARGED FLOOR PATTERN PLANS PP-601 PLUMBING SCHEDULE S-103B.1 PENTHOUSE FLOOR FRAMING PLAN - AREA B (ALTERNATE)
C-400 MATERIAL PLAN A-435 ENLARGED LOBBY ELEVATIONS PP-621 PLUMBING RO & DI FLOW DIAGRAM S-104B.1 ROOF FRAMING PLAN - AREA B (ALTERNATE)
C-401 PAVEMENT PLAN A-436 ENLARGED CORRIDOR ELEVATIONS PP-622 PLUMBING PROCESS FLOW DIAGRAM
C-500 GRADING PLAN A-437 ENLARGED CORRIDOR ELEVS & SHAFT SECTION PP-641 PLUMBING SANITARY RISER DIAGRAM ARCHITECTURAL
C-600 OVERALL UTILITY PLAN A-438 ENLARGED CONFERENCE ROOM ELEVATIONS PP-642 PLUMBING STORM WATER RISER DIAGRAM
C-601 STORM SEWER PLAN A-440 ENLARGED ULV/MBE CHAMBERS PP-643 PLUMBING LAB DRAINAGE RISER DIAGRAM A-101B.1 PLAN - FIRST FLOOR AREA B ALTERNATES
C-602 SANITARY SEWER PLAN A-441 ENLARGED ULV/MBE LAB SECTIONS PP-644 PLUMBING RO & DI WATER RISER DIAGRAM A-102B.1 PLAN - SECOND FLOOR AREA B ALTERNATES
C-603 SITE DOMESTIC AND FIRE WATER PLAN A-442 ULV/MBE CHAMBER INERTIA BLOCK PP-645 PLUMBING DOMESTIC WATER RISER DIAGRAM A-103B.1 PLAN - PENTHOUSE AREA B ALTERNATES
C-604 STEAM, CHILLED WATER, AND COMPRESSED AIR PLAN A-443 ULV CHAMBER DETAILS PP-646 PLUMBING LAB WATER RISER DIAGRAM A-104B.1 PLAN - ROOF AREA B ALTERNATES
C-700 UTILITY YARD AREA ENLARGEMENT A-444 ULV CHAMBER DETAILS PP-647 PLUMBING RISER DIAGRAM AC-101B.1 RCP - FIRST FLR. AREA B ALTERNATES
C-801 SITE UTILITY DETAILS A-445 ULV CHAMBER DETAILS AC-102B.1 RCP - SECOND FLR. AREA B ALTERNATES
C-802 SITE UTILITY DETAILS A-500 PARTITION TYPES D-101A SPECIALTY GASES FIRST FLOOR AREA A AC-103B.1 RCP - PENTHOUSE FLR. AREA B ALTERNATES
C-803 UNDERGROUND DETENTION DETAILS A-501 PARTITION DETAILS D-102A SPECIALTY GASES SECOND FLOOR AREA A A-201.1 EXTERIOR ELEVATIONS
C-804 UNDERGROUND DETENTION DETAILS A-600 WINDOW, DOOR, & LOUVER TYPES D-101D SPECIALTY GASES PARTIAL PLAN-CLEANROOM A-203.1 EXTERIOR ELEVATIONS
C-805 UTILITY PROFILES A-601 DOOR SCHEDULE A-204.1 EXTERIOR ELEVATIONS
C-850 CONSTRUCTION DETAILS A-602 DOOR SCHEDULE A-430B.1 ENLARGED PLANS-AREA B ALTERNATE
C-851 CONSTRUCTION DETAILS A-603 DOOR DETAILS FIRE PROTECTION
C-852 CONSTRUCTION DETAILS A-604 DOOR DETAILS INTERIOR
A-605 DOOR DETAILS FXE-001 SPRINKLER ABBREVATIONS, SYMBOLS, NOTES
L-100 LANDSCAPE LAYOUT FX-100 SPRINKLER PLAN — BASEMENT 1-101B.1 FIRST FLOOR FINISH PLAN - AREA B ALTERNATE
L-200 LANDSCAPE DETAILS INTERIORS FX-101A SPRINKLER PLAN — FIRST FLOOR — AREA A 1-102B.1 SECOND FLOOR FINISH PLAN - AREA B ALTERNATE
FX-101B SPRINKLER PLAN — FIRST FLOOR — AREA B 1-401B.1 FIRST FLOOR FINISH DISTRIBUTION PLAN - AREA B ALTERNATE
STRUCTURAL 1-100 BASEMENT FINISH PLAN FX-102A SPRINKLER PLAN — SECOND FLOOR — AREA A 1-402B.1 SECOND FLOOR FINISH DISTRIBUTION PLAN - AREA B ALTERNATE
1-101 FIRST FLOOR FINISH PLAN FX-102B SPRINKLER PLAN — SECOND FLOOR — AREA B 1-600.1 ALTERNATE BASEMENT AND FIRST FLOOR FINISH SCHEDULE
S-001 GENERAL NOTES 1-102 SECOND FLOOR FINISH PLAN FX-103A SPRINKLER PLAN — PENTHOUSE FLOOR — AREA A 1-601.1 ALT PENTHOUSE AND SECOND FLR FINISH SCHEDULE AND FINISH KEY
S-002 SPECIAL INSPECTIONS INFORMATION 1-201 CASEWORK ELEVATIONS AND SECTIONS FX-103B SPRINKLER PLAN — PENTHOUSE FLOOR — AREA B IF-001.1 FURNITURE TYPICALS
S-100 FOUNDATION AND BASEMENT FLOOR PLAN 1-301 INTERIOR SECTIONS AND DETAILS FX-501 SPRINKLER DETAILS IF-100.1 BASEMENT FURNITURE PLAN - ALTERNATE
S-101A FOUNDATION AND FIRST FLOOR PLAN - AREA A 1-302 INTERIOR SECTIONS AND DETAILS FX-640 SPRINKLER RISER DIAGRAM IF-101.1 FIRST FLOOR FURNITURE PLAN - ALTERNATE
S-101B FOUNDATION AND FIRST FLOOR PLAN - AREA B 1-400 BASEMENT FLOOR FINISH DISTRIBUTION PLAN IF-102.1 SECOND FLOOR FURNITURE PLAN - ALTERNATE
S-102A SECOND FLOOR FRAMING PLAN - AREA A 1-401 FIRST FLOOR FINISH DISTRIBUTION PLAN ELECTRICAL 1IS-101B.1 FIRST FLOOR SIGNAGE PLAN - AREA B ALTERNATE
S-102B SECOND FLOOR FRAMING PLAN - AREA B 1-402 SECOND FLOOR FINISH DISTRIBUTION PLAN 1S-102B.1 SECOND FLOOR SIGNAGE PLAN - AREA B ALTERNATE
S-103A PENTHOUSE FLOOR FRAMING PLAN - AREA A 1-600 BASEMENT AND FIRST FLOOR FINISH SCHEDULE E-001 ELECTRICAL SYMBOLS, ABBREVIATIONS, NOTES 1IS-103B.1 PENTHOUSE SIGNAGE PLAN-AREA B ALTERNATE
S-103B PENTHOUSE FLOOR FRAMING PLAN - AREA B 1-601 PENTHOUSE AND SECOND FLOOR FINISH SCHEDULE AND FINISH KEY E-002 LIGHTING FIXTURE SCHEDULE
S-104A ROOF FRAMING PLAN - AREA A 1S-001 SIGNAGE TYPES E-003 LIGHTING FIXTURE SCHEDULE LABORATORY
S-201 COLUMN SCHEDULE 1S-100 BASEMENT SIGNAGE PLAN ES-101 ELECTRICAL SITE PLAN
S-202 COLUMN SCHEDULE 1S-101 FIRST FLOOR SIGNAGE PLAN ES-102 ELECTRICAL SITE LIGHTING PLAN QL-010.1 LAB EQUIPMENT CASEWORK KEY
S-203 COLUMN AND SHEAR WALL DETAILS 1S-102 SECOND FLOOR SIGNAGE PLAN EP-100 POWER BASEMENT QL-101A.1 FIRST FLOOR LAB EQ. PLAN — AREA A
S-204 SHEAR WALL ELEVATIONS 1S-103 PENTHOUSE SIGNAGE PLAN EP-101A POWER FIRST FLOOR — AREA A QL-101B.1 FIRST FLOOR LAB EQ. PLAN — AREA B ALT.
S-205 SHEAR WALL ELEVATIONS 1S-300 SIGNAGE TYPES AND SIGNAGE DETAILS EP-101B POWER FIRST FLOOR — AREA B QL-102A.1 SECOND FLOOR LAB EQ. PLAN — AREA A
S-206 ROOF JOIST PROFILES AND LOADING DIAGRAMS EP-102A POWER SECOND FLOOR — AREA A QL-102B.1 SECOND FLOOR LAB EQ. PLAN — AREA B ALT.
S-207 ROOF JOIST PROFILES AND LOADING DIAGRAMS LABORATORY EP-102B POWER SECOND FLOOR — AREA B
S-208 ROOF JOIST PROFILES AND LOADING DIAGRAMS EP-103A POWER PENTHOUSE — AREA A MECHANICAL
S-209 ROOF JOIST PROFILES AND LOADING DIAGRAMS QL-001 LAB EQUIPMENT SYMBOLS AND ABBREVIATIONS EP-103B POWER PENTHOUSE — AREA B
S-301 TYPICAL CONCRETE SECTIONS AND DETAILS QL-010 LAB EQUIPMENT CASEWORK KEY EL-100 LIGHTING BASEMENT M-101B.1 HVAC PLAN — FIRST FLOOR — AREA B
S-302 TYPICAL CONCRETE SECTIONS AND DETAILS QL-011 FUMEHOOD & SINK SCHEDULE EL-101A LIGHTING FIRST FLOOR — AREA A M-102B.1 HVAC PLAN — SECOND FLOOR — AREA B
S-303 CONCRETE SECTIONS AND DETAILS QL-100 LAB EQUIPMENT ORIENTATION PLANS EL-101B LIGHTING FIRST FLOOR — AREA B M-103B.1 HVAC PLAN — PENTHOUSE — AREA B
S-304 CONCRETE SECTIONS AND DETAILS QL-101A LAB EQUIPMENT PARTIAL PLAN AREA A EL-102A LIGHTING SECOND FLOOR — AREA A M-201B.1 HVAC PIPING — FIRST FLOOR — AREA B
S-305 CONCRETE SECTIONS AND DETAILS QL-101C LAB EQUIPMENT PARTIAL PLAN MBE/ULV EL-102B LIGHTING SECOND FLOOR — AREA B M-202B.1 HVAC PIPING — SECOND FLOOR — AREA B
S-306 FLAT PLATE SECTIONS AND DETAILS QL-101D LAB EQUIPMENT PARTIAL PLAN CLEAN ROOM EL-103A LIGHTING PENTHOUSE — AREA A M-203B.1 HVAC PIPING — PENTHOUSE — AREA B
S-307 CONCRETE BEAM SCHEDULE AND DETAILS QL-101E LAB EQUIPMENT PARTIAL PLAN CLEAN ROOM RCP & RAISED FLOOR EL-103B LIGHTING PENTHOUSE — AREA B M-307 BUILDING SECTION
S-308 CONCRETE ONE-WAY SLAB AND WAFFLE SLAB DETAILS QL-102A LAB EQUIPMENT PARTIAL PLAN AREA A EL-104A LIGHTING ROOF — AREA A M-404 ENLARGED PENTHOUSE MER
S-309 CONCRETE SECTIONS AND DETAILS QL-201 LAB ELEVATIONS EL-104B LIGHTING ROOF — AREA B M-601.1 SCHEDULES
S-310 CONCRETE SECTIONS AND DETAILS QL-202 LAB ELEVATIONS E-401 BASEMENT & FIRST FLOOR GROUNDING PLANS M-602.1 SCHEDULES
S-311 CONCRETE SECTIONS AND DETAILS QL-203 LAB ELEVATIONS E-402 ROOF LIGHTNING PROTECTION PLAN M-603.1 SCHEDULES
S-312 CONCRETE SECTIONS AND DETAILS QL-204 LAB ELEVATIONS E-404 POWER PARTIAL FIRST FLOOR - EAST
S-313 CONCRETE SECTIONS AND DETAILS QL-205 LAB ELEVATIONS E-405 POWER PARTIAL SECOND FLOOR - EAST PLUMBING
S-314 CONCRETE SECTIONS AND DETAILS QL-210 CLEANROOM ELEVATIONS E-407 POWER PARTIAL FIRST FLOOR - CLEANROOM
S-401 MASONRY - TYPICAL DETAILS QL-501 LAB EQUIPMENT DETAILS E-409 POWER PARTIAL PLANS - ULV/MBE PP-101BF.1 PLUMBING PLAN — UNDERGROUND FIRST FLOOR — AREA B ALTERNATE
S-501 TYPICAL STEEL CONNECTION DETAILS QL-502 LAB EQUIPMENT CLEAN ROOM DETAILS E-501 ELECTRICAL DETAILS PP-101B.1 PLUMBING PLAN — FIRST FLOOR — AREA B ALTERNATE 1 & 2
S-502 STEEL SECTIONS AND DETAILS E-502 GROUNDING SCHEMATIC WIRING DIAGRAM PP-401B1.1 PLUMBING PLAN — FIRST FLOOR — AREA B - PART 1 ALTERNATE 3
S-503 STEEL SECTIONS AND DETAILS E-503 ELECTRICAL DETAILS PP-401B2.1 PLUMBING PLAN — FIRST FLOOR — AREA B - PART 2 ALTERNATE 3
S-504 STEEL SECTIONS AND DETAILS DRAWING INDEX VOLUME Il E-504 ELECTRICAL DETAILS PP-102B.1 PLUMBING PLAN — SECOND FLOOR — AREA B ALTERNATE 1 & 2
S-505 STEEL SECTIONS AND DETAILS E-505 ELECTRICAL DETAILS PP-402B1.1 PLUMBING PLAN — SECOND FLOOR — AREA B - PART 1 ALTERNATE 3
S-506 STEEL SECTIONS AND DETAILS E-510 LIGHTING DETAILS PP-402B2.1 PLUMBING PLAN — SECOND FLOOR — AREA B - PART 2 ALTERNATE 3
S-507 STEEL SECTIONS AND DETAILS GENERAL E-511 LIGHTING DETAILS PP-103B.1 PLUMBING PLAN - PENTHOUSE FLOOR - AREA B ALTERNATE
E-600 POWER SCHEDULES
ARCHITECTURAL G-002 COVER SHEET VOLUME I E-601 POWER ONE- LINE DIAGRAM D-102B.1 SPECIALTY GASES SECOND FLOOR AREA B
G-012 DRAWING INDEX E-602 POWER ONE- LINE DIAGRAM
A-000 ARCHITECTURAL ABBREVIATIONS & SYMBOLS E-603 POWER ONE- LINE DIAGRAM FIRE PROTECTION
A-100 PLAN - BASEMENT MECHANICAL E-604 POWER ONE- LINE DIAGRAM
A-101A PLAN - FIRST FLOOR AREA A E-610 LIGHTING CONTROL RISER DIAGRAM FX-101B.1 SPRINKLER PLAN — FIRST FLOOR — AREA B ALTERNATE
A-101B PLAN - FIRST FLOOR AREA B M-001 SYMBOLS AND ABBREVIATIONS E-700 RELAY SCHEDULES BASEMENT & PENT. FLOOR FX-102B.1 SPRINKLER PLAN — SECOND FLOOR — AREA B ALTERNATE
A-102A PLAN - SECOND FLOOR AREA A M-100 HVAC PLAN - BASEMENT E-701 RELAY SCHEDULES FIRST FLOOR FX-103B.1 SPRINKLER PLAN — PENTHOUSE FLOOR — AREA B ALTERNATE
A-102B PLAN - SECOND FLOOR AREA B M-101A HVAC PLAN — FIRST FLOOR — AREA A E-702 RELAY SCHEDULES SECOND FLOOR
A-103A PLAN - PENTHOUSE AREA A M-101B HVAC PLAN — FIRST FLOOR — AREA B E-710 POWER SCHEDULES BASEMENT FLOOR ELECTRICAL
A-103B PLAN - PENTHOUSE AREA B M-102A HVAC PLAN — SECOND FLOOR — AREA A E-711 POWER SCHEDULES BASEMENT FLOOR
A-104A PLAN - ROOF AREA A M-102B HVAC PLAN — SECOND FLOOR — AREA B E-720 POWER SCHEDULES FIRST FLOOR EP-101B.1 POWER FIRST FLOOR — AREA B - ALTERNATE
A-104B PLAN - ROOF AREA B M-103A HVAC PLAN — PENTHOUSE — AREA A E-721 POWER SCHEDULES FIRST FLOOR EP-102B.1 POWER SECOND FLOOR — AREA B - ALTERNATE
A-110 BASEMENT - PENETRATION & PAD LOCATION PLAN M-103B HVAC PLAN — PENTHOUSE — AREA B E-722 POWER SCHEDULES FIRST FLOOR EP-103A.1 POWER PENTHOUSE — AREA A - ALTERNATE
A-111 FIRST FLR - PENETRATION & PAD LOCATION PLAN M-200 HVAC PIPING - BASEMENT E-723 POWER SCHEDULES FIRST FLOOR EP-103B.1 POWER PENTHOUSE — AREA B - ALTERNATE
A-112 SECOND FLR - PENETRATION & PAD LOCATION PLAN M-201A HVAC PIPING — FIRST FLOOR — AREA A E-724 POWER SCHEDULES FIRST FLOOR EL-101B.1 LIGHTING FIRST FLOOR — AREA B - ALTERNATE
A-113 PENTHOUSE - PENETRATION & PAD LOCATION PLAN M-201B HVAC PIPING — FIRST FLOOR — AREA B E-725 POWER SCHEDULES FIRST FLOOR EL-102B.1 LIGHTING SECOND FLOOR — AREA B - ALTERNATE
AC-100 REFLECTED CLG. PLAN - BASEMENT M-202A HVAC PIPING — SECOND FLOOR — AREA A E-726 POWER SCHEDULES FIRST FLOOR EL-103B.1 LIGHTING PENTHOUSE — AREA B - ALTERNATE
AC-101A REFLECTED CLG. PLAN - FIRST FLR. AREA A M-202B HVAC PIPING — SECOND FLOOR — AREA B E-727 POWER SCHEDULES FIRST FLOOR EL-104B.1 LIGHTING ROOF — AREA B - ALTERNATE
AC-101B REFLECTED CLG. PLAN - FIRST FLR. AREA B M-203A HVAC PIPING — PENTHOUSE — AREA A E-728 POWER SCHEDULES FIRST FLOOR E-401.1 BASEMENT & FIRST FLOOR GROUNDING PLANS - ALT
AC-102A REFLECTED CLG. PLAN - SECOND FLR. AREA A M-203B HVAC PIPING — PENTHOUSE — AREA B E-730 POWER SCHEDULES SECOND FLOOR E-402.1 ROOF LIGHTNING PROTECTION PLAN - ALT
AC-102B REFLECTED CLG. PLAN - SECOND FLR. AREA B M-301 BUILDING SECTION E-731 POWER SCHEDULES SECOND FLOOR E-406.1 POWER PARTIAL PLANS - WEST - ALTERNATE
AC-103A REFLECTED CLG. PLAN - PENTHOUSE AREA A M-302 BUILDING SECTION E-732 POWER SCHEDULES SECOND FLOOR E-601.1 POWER ONE- LINE DIAGRAM - ALTERNATE
AC-103B REFLECTED CLG. PLAN - PENTHOUSE AREA B M-303 BUILDING SECTION E-733 POWER SCHEDULES SECOND FLOOR E-602.1 POWER ONE- LINE DIAGRAM - ALTERNATE
AC-104 ENLARGED LOBBY RCP'S M-304 BUILDING SECTION E-734 POWER SCHEDULES SECOND FLOOR E-604.1 POWER ONE- LINE DIAGRAM - ALTERNATE
A-201 EXTERIOR ELEVATIONS M-305 BUILDING SECTION E-735 POWER SCHEDULES SECOND FLOOR E-610.1 LIGHTING CONTROL RISER DIAGRAM - ALT
A-202 EXTERIOR ELEVATIONS M-306 BUILDING SECTION E-736 POWER SCHEDULES SECOND FLOOR E-701.1 RELAY SCHEDULES FIRST FLOOR - ALTERNATE
A-203 EXTERIOR ELEVATIONS M-401 ENLARGED FISRT FLOOR MER E-737 POWER SCHEDULES SECOND FLOOR E-702.1 RELAY SCHEDULES SECOND FLOOR - ALT
A-204 EXTERIOR ELEVATIONS M-402 ENLARGED PENTHOUSE MER E-740 POWER SCHEDULES PENTHOUSE E-720.1 POWER SCHEDULES FIRST FLOOR - ALTERNATE
A-301 BUILDING SECTIONS M-403 ENLARGED PENTHOUSE MER E-741 POWER SCHEDULES PENTHOUSE E-723.1 POWER SCHEDULES FIRST FLOOR - ALTERNATE
A-302 BUILDING SECTIONS M-501 DETAILS E-742 POWER SCHEDULES PENTHOUSE E-726.1 POWER SCHEDULES FIRST FLOOR - ALTERNATE
A-303 BUILDING SECTIONS M-502 DETAILS E-743 POWER SCHEDULES PENTHOUSE E-730.1 POWER SCHEDULES SECOND FLOOR - ALT
A-310 WALL SECTIONS M-503 DETAILS E-744 POWER SCHEDULES PENTHOUSE E-733.1 POWER SCHEDULES SECOND FLOOR - ALT
A-311 WALL SECTIONS M-504 DETAILS E-736.1 POWER SCHEDULES SECOND FLOOR - ALT ISSUE FOR BID 04/09/10
A-312 WALL SECTIONS M-505 DETAILS T-001 TELCOMM SYMBOLS, ABBREVIATIONS, NOTES E-742.1 POWER SCHEDULES PENTHOUSE - ALTERNATE 10BNO. | SHEET [No| RevisioN oaTe[own. [ aPD | oA
A-313 WALL SECTIONS M-601 SCHEDULES T-100 TELCOMMUNICATIONS BASEMENT E-743.1 POWER SCHEDULES PENTHOUSE - ALTERNATE
A-314 WALL SECTIONS M-602 SCHEDULES T-101A TELECOMMUNICATIONS FIRST FLOOR — AREA A
A-315 WALL SECTIONS - PENTHOUSE M-603 SCHEDULES T-101B TELECOMMUNICATIONS FIRST FLOOR — AREA B T-101B.1 TELECOMMUNICATIONS FIRST FL — AREA B - ALT
A-316 WALL SECTIONS - PENTHOUSE M-701 FLOW DIAGRAMS T-102A TELECOMMUNICATIONS SECOND FLOOR — AREA A T-102B.1 TELECOMMUNICATIONS SECOND FL — AREA B - ALT Bn K“ r "EN
A-320 ALTERNATE WALL SECTIONS M-702 FLOW DIAGRAMS T-102B TELECOMMUNICATIONS SECOND FLOOR — AREA B T-103B.1 TELECOMMUNICATIONS PENTHOUSE — AREA B - ALT 0‘
A-330 FOUNDATION DETAILS M-703 FLOW DIAGRAMS T-103A TELECOMMUNICATIONS PENTHOUSE — AREA A
A-335 SECTION DETAILS M-801 CONTROL DIAGRAMS T-103B TELECOMMUNICATIONS PENTHOUSE — AREA B Y-101B.1 SPECIAL SYSTEMS FIRST FLOOR — AREA B - ALT NATIONAL LABORATORY
A-336 SECTION DETAILS M-802 CONTROL DIAGRAMS T-401 MDF AND IDF TELECOMM ROOM LAYOUTS Y-102B.1 SPECIAL SYSTEMS SECOND FL — AREAB - ALT
A-338 ROOF DETAILS M-803 CONTROL DIAGRAMS T-501 TELECOMM DETAILS Y-103B.1 SPECIAL SYSTEMS PENTHOUSE — AREA B - ALT
A-340 PLAN DETAILS M-804 CONTROL DIAGRAMS T-502 TELECOMM DETAILS Y-601.1 FIRE ALARM SYSTEM ONE-LINE DIAGRAM - ALT UNDER CONTRACT WITH
A-341 PLAN DETAILS M-805 CONTROL DIAGRAMS T-601 TELECOMMUNICATIONS ONE-LINE DIAGRAM Y-701.1 ACCESS CONTROL SYSTEM DOOR SCHEDULE - ALT UNITED STATES DEPARTMENT OF ENERGY
A-342 PLAN DETAILS M-806 CONTROL DIAGRAMS PLANT ENGINEERING DIVISION
A-343 PLAN DETAILS Y-001 SYSTEMS SYMBOLS, ABBREVIATIONS, NOTES UPTON, NEW YORK 11973
A-344 PLAN DETAILS Y-100 SPECIAL SYSTEMS BASEMENT JOBTITLE pwe. e
A-345 ROOF - PLAN DETAILS Y-101A SPECIAL SYSTEMS FIRST FLOOR — AREA A INTERDISCIPLINARY DRAWING INDEX
A-346 PLAN DETAILS Y-101B SPECIAL SYSTEMS FIRST FLOOR — AREA B SCIENCE BUILDING
A-350 CURTAINWALL ENLARGED PLANS Y-102A SPECIAL SYSTEMS SECOND FLOOR — AREA A ILR GPP,LNI, HEM DATE ACCT. NO. SHEET OF
A-351 CURTAINWALL ENLARGED PLANS Y-102B SPECIAL SYSTEMS SECOND FLOOR — AREA B 04/09/10
A-360 CURTAINWALL ENLARGED ELEVATIONS Y-103A SPECIAL SYSTEMS PENTHOUSE — AREA A SAE 1 DWN.BY | REVDRY | joaN0. DWG. NO.
A-361 CURTAINWALL ENLARGED ELEVATIONS Y-103B SPECIAL SYSTEMS PENTHOUSE — AREA B
A-362 CURTAINWALL ENLARGED ELEVATIONS Y-502 ACCESS CONTROL SYSTEM DOOR DIAGRAMS PRt o oprover Proe e G-013
Y-601 FIRE ALARM SYSTEM ONE-LINE DIAGRAM
Y-701 ACCESS CONTROL SYSTEM DOOR SCHEDULE 079872 G-013
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